BM: 2-7.1.1-4

Page 1 of 2
SO Y TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Dic ldp - Ty do - Hanh phiic -
S6: 97 /KNN/2022 Qudng Ngdi, ngay 13 thng 03 nam 2022
% x ? = = Wi M,
PHIEU KET QUA KIEM NGHIEM <\,
(TESTING FORM) b
( CHI CO GIA TR] POI VOI MAU THU BA MA HOA BEN DUCI) 24 '
'7,,:‘?;\“:\\\,\\30
Trung tdm K. Bénh T tinh O Ngdi, DC: 64 Dudng Biti Thi Xudn MA'SO'MAUS©
TpQudng Ngai Tinh Qudng Ngdi, DT:(0255)3 829213/Fax: 3827085
H-VSN 10 |0 |9 7 2 | 2
I. | Tén mau: Nuéc may Nhén hi¢u mau : Khong c6
(Name of sample) (Trade, mark of sample)

2. [ Tinh trang mau: Pyng trong chai nhya ¢6 nit viin kin
( Condition of sample)

3. | Co quan lay/giri mdu: TTKSBT Bon vj séan phim/mau: Khodng 1,5 lit
(Sample taking institution) (Unit of product/sample)

4. | Co s6 sin xudt: Bé chira Binh Son.
(Manufacturer)

5. | Chu co so: Cong ty CP CTN & XD Quéng Ngii DT/Fax: Khong c6
(Manager of manufacture ) (Telephone number)

6. | Ngay nhan mau: 09/03/2022 Ngay phan tich:09-14/03/22 Ngdy trd két qua: 17/03/2022
(Date of sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa - vi sinh
(Testing mandate)

8. | Thoi gian lvu mau: Khéng luu mau
(Sample detaining duration firom to)
9. KET LUAN
(Conclusion)
Cic chi tiéu da kiém tra dat yéu cau theo
Quy chuin k§ thuit Qudc gia QCVN 01-1: 2018/BYT

10. GIAl\/l[éE’ : n TRUONG KHOA XN- CPHA-TDCN
e M bOC ( Vice-head of laboratory)

T lwd

a—

Ks. TRAN MINH

Lwu y: Néu c6 hew mau: Hét thoi gian hew man, ngioi giri mau khéng dén nhgn lai thi
Trung tam Kiém sodt bénh (it tinh duge quyén thanh Iy mau theo quy djnh.



KET QUA KIEM NGHIEM

(Testing result)

BM: 2-7.1.1-4
Page 2 of 2

~_/ Tén chi tiéu Pon vi tinh | Quy Két qua Phuwong phap thir
(Parameters) (Unit) dinh (Result) (Testing method)
, (ALQ)
| | Mau sac (d¢ Coban) L <15 0,00 TCVN 6185:1996
1SO 7887:1985(E)
2 | Mui, vi Khong cé mui, vila | Khoéng mui, | TCVN 2653-78
(6 20°C va 60°C) vi la
3 | D6 duc NTU <2 0,00 TCVN 6184:1996
ISO 7027:1990 (E)
4 |pH 6,0 - 6,88 TCVN 6492: 2011
8,5
5 | Do Oxy hoa mgOxy/I <2 0,80 TCVN 6186-96
6 | Ham luong Nitrit mg/l <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/l <2 2,00 TCVN 6180-96
(tinh theo N)(*)
8 | Ham lugng Clorua mg/! <250 ok e TCVN 6194-96
*) (hodc
300)
9 | Ham lugng Mangan mg/] <0,1 KPH TCVN 6002-95
™ (LOD=0,01)
10 | Ham luong St mg/| <0,3 KPH TCVN 6177-96
| téngsd () (LOD=0,01)
11 | Ham lugng Sunphat mg/l <250 1,41 TCVN 6200-96
(SO4*)
12 | Do cing toan phan | mgCaCOy/l | <300 64,00 TCVN 6224-96
13 | Ham lugng mg/1 <0,01 ~ KPH TS-KT-QP-
Asen(As) (**) (LOD=0,001) | 04:2019(Ref. TCVN
16665:2011
14 | Ham lueng Clo du mg/| 0,2- 1,0 0,4 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH TCVN 6187-1:2019
(LOD=1) :
16 | E. Coli (*) CFU/100ml <l KPH TCVN 6187-1:2019
(LOD=1)
Ghi chu:
(*) - Chi tiéu dat tiéu chudn 1SO/ IEC 17025:2017
(**) : Chi tiéu phdn tich nha thau phu

KPH : Khong phat hi¢n

Luwu y: Néu c6 leu m(m Hét thoi gian lieu
Trung tdm Kiém sodt bénh (Gt tinh

méu, nguoi guri man khing dén nhgn (qi thi
diege quyén thanh [y mdu theo quy dinh.




BM:2-7.1.1-4
Page | of 2

SO Y TE QUANG NGAI CONG HOA XA HQI CHU NGHTA VIET NAM
TRUNG TAM K.S BENH TAT Dgc 1ap - Ty do - Hanh phuc

PHIEU KET QUA KIEM NGHIEM \‘g"'ﬂ’}' %,

(TESTING FORM) 4,;

( CHI CO GIA TR] POI VI MAU THU BA MA HOA BEN DUG
Trung tam K.§ Bénh Tat tinh Q Ngdi, DC: 64 Pudng Bii Thi Xudn J'I/fA l?b MA UOH: AT
TpQuang Ngai Tinh Quang Nedi, DT:(0255)3 829213/Fax: 3827085
. H-VSN [0 |0 |9 |9 2] 2

1. | Tén miu: Nwére may Nhan hi¢u miu : Khéng cé
(Name of sampie) (Trade, mark of sample)

2. | Tinh trang mau: Durng trong chai nhya ¢é niit viin kin

( Condition of sample)

S6: 99/KNN/2022 Qudng Ngdi, ngay 15 thang 03 ndm 2022

AOSC

: i 3 VLAT 1.050

3. | Co quan ldy/giri m3u: TTKSBT Don vi san phim/mau: Khoing 1,5 lit
(Sample taking institution) (Unit of product/sample)

4. | Co sé san xuit: KDC TO 3 T.T Chau O h uyén Binh Son.
(Manufacturer)

5. | Chico so: Cong ty CP CTN & XD Quéing Ngii DT/Fax: Khéng ¢é
(Manager of mamg‘acrw e) (Telephone number)

6. | Ngay nhin mau: 09/03/2022 Ngay phan tich:09-14/03/22 Ngay tra két qua: 17/03/2022
(Date of vamp!e) (Work day) (Date of result)

7. | Yéu cdu kiém nghiém: Ly héa - vi sinh
(Testing mandate)

8. | Thoi gian [vu miu: Khéng lvu miu
(Sample detaining duration from to)
9, KET LUAN
(Concluuon)
Cic chi tidu da kiém tra dat yéu ciu theo
Quy chuéin k§ thuiit Quée gia QCVN 01-1: 2018/BYT

10, GIAM POC TRUONG KHOA XN- CDHA-TDCN
(D;%’M‘r)AM DOC ( Vice-head of laboratory)
HO .

Ks. TRAN MINH

Luu y: Néu ¢d heu mm.r Hét thoi gian hey mau, nguoi gii madu }chong dén nhan lai thi
Trung tém Kiém sodt bénh (gt tinh dirge quyén thanh Iy mau theo quy dinh.




BM: 2-7.1.1-4

KPH : Khong phat hién

Luu §: Néu cé luu mdu: Hét thoi gian heu man, nguoi giri mdu khong dén nhan lai thi
Trung tam Kiém sodt bénh tdt tinh duge quyén thanh Iy mau theo quy dinh.

o Page 2 of 2
o) KET QUA KIEM NGHIEM
i i P (Testing result)
\n..-;;.:-.;.‘;a./i )/
NREN ’1‘7 Tén chi ti¢u Pon vij tinh Quy K&t qua Phuwong phap thu
=" (Parameters) (Unit) dinh (Result) (Testing method)
, (ALQ)
| | Mau sic (d¢ Coban) TCU <15 0,00 TCVN 6185:1996
. ISO 7887:1985(E)
2 | Mui, vi Khéng co6 mui, vi la Khéng mui, | TCVN 2653-78
(¢ 20°C va 60°C) vi la
3 | Bo duc NTU <2 0,00 TCVN 6184:1996
1SO 7027:1990 (E)
4 | pH 6,0 — 8,5 6,68 TCVN 6492: 2011
5 | Bo Oxy hod mgOxy/l <2 0,64 TCVN 6186-96
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/I £ 1,88 TCVN 6180-96
(tinh theo N)(*)
8 | Ham lugng Clorua mg/l <250 24,03 TCVN 6194-96
*) (hoiic
300)
9 | Ham luong Mangan mg/l <0,1 KPH TCVN 6002-95
g (LOD=0,01)
10 | Ham lugng Sat mg/l <0,3 KPH TCVN 6177-96
tdng sb (*) (LOD=0,01)
11 | Him lugng Sunphat mg/I <250 1,68 TCVN 6200-96
(SO4*)
12 | D6 cling toan phan | mgCaCOs/l | <300 68,00 TCVN 6224-96
13 | Ham lugng mg/l <0,01 KPH TS-KT-QP-
Asen(As) (**) (LOD=0,001) | 04:2019(Ref. TCVN
6665:2011
14 | Ham lugng Clo du mg/l 0,2- 1,0 0,3 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH TCVN 6187-
(LOD=1) |1:2019
16 | E. Coli (*) CFU/100ml <1 KPH TCVN 6187-
(LOD=1) | 1:2019
Ghi chu: ,
™) : Chi ti¢u dat tiéu chudn 1SO/ IEC 17025:2017
(**) . Chi tiéu phdn tich nha thau phu




BM: 2-7.1.1-4

. Page 1 of 2
SO Y TE QUANG NGAT CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT DPgc 1dp - Ty do - Hanh phic
S6: 98 /KNN/2022 Qudng Ngai, ngay 15 thdng 03 ném 2022

PHIEU KET QUA KIEM NGHIEM N |

(TESTING FORM) )Ea rhs
r - = L 1] A T (L g - = =
(CHICO GIA TR] BOI VOI MAU THU PA MA HOA BEN DU E i S AOE;(_‘
BN VLAT 1.050
o g £ ISONEC 17025:2017
Trung tdm K.S Bénh Tat tinh Q Ngdi, DC: 64 Dudng Bii Thi Xudn MASO MA 164 22l

TpQudng Ngai Tinh Quing Nedi, DT:(0255)3 82921 3/Fax: 382 7085

H-VSN |0 |0 |9 |8 2 |2

I. | Tén mdu; Nwée may Nhan hiéu mau : Khéng cé
(Name of sample) (Trade, mark of sample)

2. [ Tinh trang mau: Dung trong chai nhya ¢6 niit vin kin
( Condition of sample)

3. | Co quan lay/giri mau: TTKSBT Don vi san pham/mau: Khoiing 1,5 lit
(Sample taking institution) (Unit of product/sample)

4. | Co s& san xudt; Ngén Hang Cinh Sich huyén Binh Son.
(Manufacturer)

5. | Chu co s¢: Cong ty CP CTN & XD Quing Ngii DT/Fax: Khéong cé
(Manager of manufacture ) (Telephone number)

6. | Ngay nhin mau: 09/03/2022 Ngay phén tich:09-14/03/22 Ngay tra két qua: 17/03/2022
(Date ‘of sample) (Work day) (Date of result)

7. | Yéu céu kiém nghiém: Ly héa - vi sinh
(Testing mandate)
8. | Thoi gian lvu mau: Khéng lwu mau
(Sample detaining duration from to)
9, KET LUAN
(Conclusion)
Céc chi tiéu da kiém tra dat yéu ciiu theo
Quy chuén Ky thudt Quéc gian QCVN 01-1: 2018/BYT

TRUONG KHOA XN- CDHA-TDCN
( Vice-head of laboratory)

T T vml

—

IO GIA ; » n*
DR RSTAM BOC

PHO GIAM POC

Ks. TRAN MINH

L y: Néu ¢6 lew mdu: Hét thoi gian i madu, nguoi giri mdu khong dén nhgn lai thi
Trung tam Kiém sodt bénh 1t tinh duoc quyén thanh Iy mau theo quy dinh.




BM: 2-7.1.1-4

Page 2 of 2
KET QUA KIEM NGHIEM
(Testing result)
;y’Tén chi tiéu Don vi tinh | Quy Két qua Phuong phap thir
| ‘// (Parameters) (Unit) dinh (Result) (Testing method)
, (ALQ)
1 | Mau sic (d¢ Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khoéng c6 mui, vi la Khong mui, | TCVN 2653-78
(¢ 20°C va 60°C) vi la
3 | Do duc NTU <2 0,00 TCVN 6184:1996
ISO 7027:1990 (E)
4 | pH 6,0 — 8,5 6,70 TCVN 6492: 2011
5 | Do Oxy hoa mgOxy/l <2 0,64 TCVN 6186-96
6 | Ham lugng Nitrit mg/1 <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/] <2 1,93 TCVN 6180-96
(tinh theo N)(*)
8 | Ham lugng Clorua mg/1 <250 24,03 TCVN 6194-96
(*) (hodc
300)
9 | Ham luong Mangan mg/l <0,1 KPH TCVN 6002-95
£ (LOD=0,01)
10 | Ham luong Sit mg/I <0,3 KPH TCVN 6177-96
tdng s6 (*) (LOD=0,01)
11 | Ham lugng Sunphat mg/l <250 1,51 TCVN 6200-96
(804%)
12 | Do cling toan phan | mgCaCOy/l | <300 66,00 TCVN 6224-96
13 | Ham luong mg/I <0,01 KPH TS-KT-QP-
Asen(As) (**) (LOD=0,001) | 04:2019(Ref. TCVN
6665:2011
14 | Ham lugng Clo du mg/I 0,2-1,0 0,4 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH TCVN 6187-
(LOD=1) [1:2019
16 | E. Coli (*) CFU/100ml <l KPH TCVN 6187-
(LOD=1) |1:2019
Ghi chii: '
(%) : Chi tidu dat tiéu chudn ISO/ IEC 17025:2017
(**) : Chi tiéu phdn tich nha thau phu

KPH : Khéng phat hié¢n

Luru ¥: Néu ¢6 heu méu: Hét thoi gian hew mdu, ngudi giri man khéng dén nhan lai thi
Trung tdm Kiem sodt bénh (Gt tinh dwgc quyén thanh Iy mau theo quy dinh.




BM: 2-7.1.1-4

i ) i Page 1 of 2
SOY TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Dgc ldp - Ty do - Hanh phiic
Sb: 82 /KNN/2022 Quang Ngdi, ngay 15 fharrg\m nam 2022

PHIEU KET QUA KIEM NGHIEMO \~J/ %,

(TESTING FORM)

( CHI CO GIA TR POI VOI MAU THU DA MA HOA BEN Ducﬁ ——<~s AOSC N4
//f,a\\ S VLAT 1.050
gt ISONEC 17025:2017
Trung tam K.S Bénh Tat tinh Q Ngdi, DC: 64 Pudng Bii Thi Xudn MA SO MA i
TpQuang Ngdi Tinh Qudng Ngdi, DT:(0255)3 82921 3/Fax: 3827085
H-VSN |0 |0 |8 |2 21 2
I. | Tén mau: Nwée may Nhan hi¢u mau : Khong ¢6
(Name of mmple) (Trade, mark of sample)

2. | Tinh trang mau: Dyng trong chai nhya ¢6 niit viin kin
( Condition of sample)

3. | Co quan lay/gtri mau: TTKSBT Don vi san phim/mau: Khodng 1,5 lit
(Sample taking institution) (Unit of product/sample)

4. | Co s& sn xuat: Bé chira Dirc Phd,
(Manufacturer)

5. | Chu co s¢: Cong ty CP CTN & XD Quiing Ngii DT/Fax: Khéng ¢é
(Manager of manufacture ) (Telephone number)

6. | Ngay nhfin méu: 08/03/2022 Ngay phén tich:08-11/03/22 Ngay tra két qua: 16/03/2022
(Date of mmpfe) (Work day) (Date of result)

7. | Yéu cau kiém nghi¢ém: Ly héa - vi sinh
(Testing mandate)

8. | Thoi gian luvu miu: Khong lwu miu
(Sample detaining duration from to)
9. KET LUAN
(Conclusion)
Cic chi tiéu da kiém tra dat yéu ciiu theo
Quy chuin kj thuit Quée gia QCVN 01-1: 2018/BYT

10, GIAM POC . TRUONG KHOA XN- CDHA-TDCN
' ( Vice-head of laboratory)

Ks. TRAN MINH

Lwu §: Néu ¢6 lew mau: Hét thoi gian hew méu, nguoi gt mdu khéng dén nhen lgi thi
Trung tam Kiém sodt bénh tdt tinh duwge quyen thanh Iy mdu theo quy dinh,



BM: 2-7.1.1-4

_ Page 2 of 2
SALTIAON KET QUA KIEM NGHIEM
8 ) ! (Testing result)
e
;j%n chi tieu Pon vi tinh |  Quy Két qua Phwong phap thir
(Parameters) (Unit) dinh (Result) (Testing method)
, (ALQ)
1| Mau sic (d6 Coban) TCU <15 0,00 TCVN 6185:1996
1SO 7887:1985(E)
2 | Mui, vi Khéng c6 mui, vila Khong mui, TCVN 2653-78
(6 20°C va 60°C) vi la
3 | D§ duc NTU <2 0,00 TCVN 6184:1996
- 1SO 7027:1990 (E)
4 |pH 6,0 —8,5 6,72 TCVN 6492: 2011
5 | Do Oxy hod mgOxy/l <2 0,80 TCVN 6186-96
6 | Ham lugng Nitrit mg/! <0,05 KPH TCVN 6178-96
— (tinh theo N)(*)
7 | Ham lugng Nitrat mg/l <2 1,50 TCVN 6180-96
- (tinh theo N)(*)
g | Ham lugng Clorua mg/l <250 17,65 TCVN 6194-96
(*) (hodc
300)
0 | Ham luong Mangan mg/l <0,1 KPH TCVN 6002-95
) (LOD=0,01)
10 | Ham lugng Sat mg/| <0,3 KPH TCVN 6177-96
tbng sO (*) (LOD=0,01)
11 | Ham luong Sunphat mg/1 <250 0,93 TCVN 6200-96
| (805)
12 | D6 cling toan phin | mgCaCOy/l | <300 29,00 TCVN 6224-96
13 | Ham luong Asen mg/l <0,01 KPH TS-KT-QP-
(As) (**) (LOD=0,001) 04:2019(Ref. TCVN
] : 6665:2011
14 | Ham lugng Clo du mg/| 0,2- 1,0 0,5 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH TCVN 6187-
(LOD=1) _|1:2019
16 | E. Coli (*) CFU/100ml | <l KPH | TCVN6187-
(LOD=1) | 1:201 9
"~ Ghichi: '
(%) Chitiéu dat tiéu chudn ISO/ JEC 17025:2017

(**) : Chitiéu phdn tich nha thau ph
KPH : Khéng phat hién

Luu ¥:

Néu ¢6 luu mau: Hét thoi gian lwu mau,
Trung tam Kiém sodt bénh gt tinh dirge

nguai guin
quyén than

1du khong dén nhdn lai thi
h [y mau theo quy dinh.




BM: 2-7.1.1-4

Page 1 0f 2
SOY TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Déc lip - Ty do - Hanh phiic
S6: 84 /KNN/2022 Quding Ngdi, ngay 15 (ha\ 18, 93 ndam 2022
PHIEU KET QUA KIEM NGHIE N,
(TESTING FORM)
( CHI CO GIA TR BOI VOI MAU THU DA MA HOA BEN DU OS’ :
VLAT 1.050
Trung tam K.8 Bénh Tart tinh Q Ngai, DC: 64 Dieong Bii Thi Xuén MA S O wa‘;l U ISONEC 17025:2017
TpQuang Ngdi Tinh Quang Ngdi, DT:(0235)3 829213/Fax; 3827085
H-VSN |0 {0 |8 |4 2 | 2
1. | Tén méu: Nwé'e may Nhén hiéu méu : Khéng c6
(Name of mmp!e) (Trade, mark of sample)

2. | Tinh trang miu: Dyng trong chai nhya ¢é nit vin kin
( Condition of sample)

3. | Co quan lay/gri mAu: TTKSBT Bon vi san pham/mau: Khoang 1,5 lit
(Sample faking institution) (Unit of product/sample)

4. | Coso san xudt: Pai PT & PL TH thi xa Pivc Pha.
(Manufacturer)

5. | Chiico so: Cong ty CP CTN & XD Quing Ngii DT/Fax: Khong co6
(Manager of mam;facrw e) (Telephone number)

6. | Ngdy nhin mau: 08/03/2022 Ngay phén tich:08-11/03/22 Ngay tra két qua: 16/03/2022
(Date of sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa - visinh
(Testing mandate)

8. | Thoi gian luu mau: Khéng luu miu
(Sample detaining duration firom (o)
9, KET LUAN
(1 Concluszon)
C'u: chi tiéu da kiém tra dat yéu cau theo
Quy chuén k§ thuit Quéc gia QCVN 01-1: 2018/BYT

10. GIAM POC ™ TRUONG KHOA XN- CPHA-TDCN
(Dir WJGIAM DOC ( Vice-head of laboratory)

—

- % Wen Phet Ks. TRAN MINH

Luwu y: Néu ¢6 hru mm: Hét thoi gian lru mé, ngtrm giti madu kfmng dén nhgn lai thi
Trung tdm Kiém sodt bénh tGt tinh dwge quyén thanh iy mau theo quy dinh.



BM: 2-7.1.1-4

Luuy: Néu ¢d hew mau: Hét thei gian leu mdu,
Trung tam Kiém sodt bénh (it tinh dwrge g

gitoi gii man khong dén nhén lai thi
wyén thanh Iy mau theo quy dinh.

Page 2 of 2
KET QUA KIEM NGHIEM
A (Testing result)
& i
| TT -"-'4;} ‘Tén chi ticu Pon vi tinh | Quy Két qua Phuong phap thir
17 (Parameters) (Unit) dinh (Result) (Testing method)
, (ALQ)
1 | Mau séc (d¢ Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khong ¢6 mui, vi la Khéng mui, | TCVN 2653-78
(6 20°C va 60°C) vi la
3 | Do duc NTU <2 0,00 TCVN 6184:1996
ISO 7027:1990 (E)
4 |pH 6,0 — 8,5 6,68 TCVN 6492: 2011
5 | P§ Oxy hoa mgOxy/l <2 0,64 TCVN 6186-96
6 | Ham lugng Nitrit mg/I <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/I <2 1,58 TCVN 6180-96
(tinh theo N)(*)
8 | Ham luong Clorua mg/1 <250 16,94 TCVN 6194-96
*) (hodc
300)
9 | Ham lugng Mangan mg/I <0,1 KPH TCVN 6002-95
(*) (LOD=0,01)
10 | Ham lugng Sit mg/l <0,3 KPH TCVN 6177-96
tdng sd (*) (LOD=0
11 | Ham lugng Sunphat mg/1 <250 1,12 TCVN 6200-96
(SO%)
12 | D6 ctng toan phan | mgCaCOy/1 | <300 28,00 TCVN 6224-96
13 | Ham lugng Asen mg/I <0,01 KPH TS-KT-QP-
(As) (*%) (LOD=0,001) 04:2019(Ref. TCVN
6665:2011
14 | Ham lugng Clo du mg/l 0,2- 1,0 0,3 TCVN 2673-78
15 | Coliform (¥) CFU/100ml <3 KPH ‘TCVN 6187-
(LOD=1) - | 1:2019
16 | E. Coli (*) CFU/100ml <l KPH TCVN 6187-
(LOD=1) - | 1:2019
Ghi chii: ,
(¥ : Chitiéu dat tiéu chudn ISO/ IEC 1 7025:2017
(**) : Chi tiéu phdn tich nha thau phu
KPH : Khéng phat hién




BM: 2-7.1.1-4

Page | of 2

SO Y TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Déc lip - Ty do - Hanh phiic

S6: 83/KNN/2022 Qudng Ngdi, ngay 15 Uling, 03 nim &

PHIEU KET QUA KIEM NGHIEM&—/_’ % g
(TESTING FORM) ¢ A 5,0
(CHI CO GIA TR] BOI VGI MAU THU BA MA HOA BEN DUG NNy "'“8—1-’ f{ \
“onf .r\\ W ISONEE 17625:2017

Trung tdm K.S Bénh Tat tinh Q Ngdi, DC: 64 Duéng Bivi Thi Xudn MA S O MA‘

TpQudng Neai Tinh Quang Ngdi, PT:(0255)3 829213/Fax: 3827085
H-VSN 10 0 |8 |3 2 ) 2

1. [ Tén mau: Nuée mdiy Nhén hiéu méu : Khéng c6
(Name of mmpr‘e) (Trade, mark of sample)

2. | Tinh tragng miu: Pyng trong chai nhya ¢6 nit viin kin
(Condmon of mmple)

3. | Co quan lay/giri mau: TTKSBT Don vi san phim/mau; Khoding 1,5 lit
(Sample taking institution) (Unit of product/sample)

4. | Coso san xudt: D@i QLTT, thj xa Dirc Phd,
(Manufacturer)

5. | Chii co sd: Cong ty CP CTN & XD Quing Ngii DT/Fax: Khong c6
(Manager of mamrfacrm e) (Telephone number)

6. | Ngdy nhdn mau: 08/03/2022 Ngay phan tich:08-11/03/22 Ngady tra két qua: 16/03/2022
(Date of samp!e) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly hoa - vi sinh
(Testing mandate)

8. | Thoi gian luu mau: Khéng leu mau
(Sample detaining duration from to)

9. KET LUAN
(Conc luszon)
Cac chi tiéu da kiém tra dat yéu cau theo
Quy chuén k§ thuit Quéc gia QCVN 01-1: 2018/BYT

10. GIAM POC, > TRUONG KHOA XN- CDHA-TDCN
(Dniﬂ’@QIAM bOC ( Vice-head of laboratory)
PHG,.GIAM DOC

We Wem Phet Ks. TRAN MINH

Luu y: Néu ¢6 heu mmt HZét thoi gian hew mdu, ngieo1 giri mdu khong dén nhdn lai thi
Trung tam Kiém sodt bénh lt tinh dwge quyén thanh Iy mdu theo quy dinh,



KET QUA KIEM NGHIEM
(Testing result)

BM: 2-7.1.1-4
Page 2 of 2

2 __/fi}én chi tiéu Don vi tinh Quy Két qua Phuong phap thir
[~ —~(Parameters) (Unit) dinh (Result) (Testing method)
, (ALQ)
1 | Mau sic (do Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khéng c6 mui, vi la Khéng mui, | TCVN 2653-78
(& 20°C va 60°C) vi la
3 | Do duc NTU <2 0,00 TCVN 6184:1996
1SO 7027:1990 (E)
4 | pH 6,0 — 8,5 6,75 TCVN 6492: 2011
5 | Do Oxy hoa mgOxy/l <2 0,80 TCVN 6186-96
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/| <2 1,55 TCVN 6180-96
(tinh theo N)(*)
8 | Ham luong Clorua mg/l <250 16,59 TCVN 6194-96
*) (hodc
300)
9 | Ham lugng Mangan mg/1 <0,1 KPH TCVN 6002-95
(*) (LOD=0,01)
10 | Ham lugng Sat mg/l <0,3 KPH TCVN 6177-96
tong s (*) (LOD=0
11 | Ham lugng Sunphat mg/I <250 1,00 TCVN 6200-96
(S04*)
12 | P cimg toan phan | mgCaCOy/l | <300 28,00 TCVN 6224-96
13 | Ham lugng Asen mg/I <0,01 KPH TS-KT-QP-
(As) (**) (LOD=0,001) | 04:2019(Ref. TCVN
6665:2011
14 | Ham lugng Clo du mg/] 0,2- 1,0 0,3 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH TCVN 6187-
(LOD=1) | 1:;2019
16 | E. Coli (*) CFU/100ml <l KPH TCVN 6187-
(LOD=1) |[1:2019
Ghi chu: ‘
(*) : Chi tiéu dat tiéu chudn ISO/ IEC 17025:2017
(**) 1 Chi tiéu phdn tich nha thau phu

KPH : Khong phat hién

Luwu §: Néu ¢d lew mdu: Hét thoi gian leu mdiu, ngudi giei mdu
Trung tam Kiém sodt bénh tdt tinh dwge quyén thanh Iy

khdng dén nhan lai thi
mau theo quy dinh.




BM: 2-7.1.1-4

Page 1 of 2
SO Y TE QUANG NGAI CONG HOA XA HOQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Dgc ldp - Ty do - Hanh phiic
Sb: 85 fKNN.QOZZ Quang Ngdi, ngay 15 ’h‘ﬁ:{?@' 03 ndm 2022
\.‘\\

PHIEU KET QUA KIEM NGHIEM 27

(TESTING FORM)
( CHI CO GIA TR] BOI VOI MAU THU BA MA HOA BEN DUGI)

T =

s f\i\\ VLAT 1.050
Trung tam K.8 Bénh Tit tinh Q Ngdi, DC: 64 Dudng Biii Thi Xudn MA Sé M U: IGONEE 1 6an017
TpQuang Negdi Tinh Quéang Ngdi, DT:(0255)3 82921 3/Fax: 3827085
H-VSN |10 |0 |8 |5 2|2
I. [ Tén mAu: Nude may Nhan hiéu miu : Khong cé
(Name of s'amp!c ) (Trade, mark of sample)
2. | Tinh trang miu: Pung trong chai nhya ¢6 nmit viin kin
( Condition of sample)
3. | Co quan liy/glri m3u: TTKSBT Bon vi san pham/mau: Khodng 1,5 lit
(Sample taking institution) (Unit of product/sample)
4. | Co s¢ san xudt: Bé chira M Dk,
(Manufacturer)
5. | Chii co s¢: Cong ty CP CTN & XD Quang Neii DT/Fax: Khong c6
(Manager of manufacture ) (Telephone number)
6. | Ngay nhdn méau: 08/03/2022 Ngay phan tich:08-11/03/22 Ngay tra két qua: 16/03/2022
(Date of sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly hoa - visinh
(Testing mandate)
8. | Thoi gian lwu mau: Khéng lvu miu
(Sample detaining duration from to)
9. KET LUAN
(Conclusron)
Cic chi tiéu da kiém tra dat yéu ciiu theo
Quy chuin ky thuit Qude gia QCVN 01-1: 2018/BYT

10. GI ’}g TRUONG KHOA XN- CPHA-TDCN
;,S‘ M DOC ( Vice-head of laboratory)

PHO GIAM DOC

—

Ks. TRAN MINH

YW Wern Pt

Lwu §: Néu ¢6 heu mau Hét thei gian hew mdu, nguoi giri méu khong dén nhén lai thi
Trung tam Kiém sodt bénh 1dt tinh dvge quyén thanh Iy mdu theo quy dinh.



BM: 2-7.1.1-4

Page 2 of 2
J LN KET QUA KIEM NGHIEM
g s \} (Testing result)
\ “\x BN u_)‘ )
\"s ~LT // Tén chi ticu Pon vi tinh | Quy Két qua Phwong phap thir
Sl==="  (Parameters) (Unit) dinh (Result) (Testing method)
| (ALQ)
1 | Mau sic (46 Coban) TCU <135 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khong ¢6 mui, vi la Khoéng mui, | TCVN 2653-78
(6 20°C va 60°C) vi la
3 | D§ duc NTU <2 0,00 TCVN 6184:1996
ISO 7027:1990 (E)
4 |pH 6,0 — 8,5 6,71 TCVN 6492: 2011
5 | Do Oxy hoa mgOxy/l <2 0,80 TCVN 6186-96
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/l <2 0,57 TCVN 6180-96
(tinh theo N)(*)
8 | Ham lugng Clorua mg/l <250 193,43 TCVN 6194-96
(*) (hodc
300)
9 | Ham lugng Mangan mg/l <0,1 KPH TCVN 6002-95
) (LOD=0,01)
10 | Ham luong Sat mg/1 <0,3 KPH TCVN 6177-96
tdng s6 () (LOD=0,01)
11 | Ham luong Sunphat mg/| <250 3,11 TCVN 6200-96
(SO4*)
12 | D6 cing toan phan | mgCaCO4/l | <300 199,00 | TCVN 6224-96
13 | Ham lugng Asen mg/l <0,01 KPH TS-KT-QP-
(As) (**) (LOD=0,001) 04:2019(Ref. TCVN
6665:2011
14 | Ham lugng Clo du mg/l 0,2- 1,0 0,4 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH TCVN 6187-
(LOD=1) |1:2019
16 | E. Coli (*) CFU/100ml <1 KPH TCVN 6187-
(LOD=1) | 1:2019
Ghi chu: ,
(%) : Chi tiéu dat tiéu chudn ISO/ IEC 17025:2017
(**) : Chi tiéu nha thau phy phdn tich

KPH : Khong phat hi¢n

Luu §: Néu c6 lew mdu: Hét thoi gian he
Trung tém Kiém sodt bénh tt tinl

( mdu, nguoi gii mdu khong den nhan lai thi
) diwge quyén thanh 1y mau theo qity dinh.




BM: 2-7.1.1-4

i . i Page 1 of 2
SOY TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Doc 1ap - Ty do - Hanh phiic
S6: 86 /KNN/2022 Quang Ngdi, ngay 15 (f?f?ﬂ.,ﬁ' 03 ndm 2

PHIEU KET QUA KIEM NGHIE&@’/

(TESTING FORM)
( CHI CO GIA TR| POI VI MAU THU DA MA HOA BEN Du’ﬁm

"' AOSC

\Q\ VLAT 1.050

ISONEC 17025:2017
Trung tdm K.S Bénh Tit tinh Q Ngai, DC: 64 Duwong Biii Thi Xudn MA S d MA 8y
TpQudng Nedi Tinh Quang Ngai, PT:(0255)3 82921 3/Fax: 3827085
H-VSN |0 o |8 |6 2| 2
I. [ Tén mau: Nuée mdy Nhén hiéu méu : Khéng c6
(Name of sample) (Trade, mark of sample)

2. | Tinh trang mu: Pyng trong chai nhya c6 nit viin kin
( Condition of sampz’e)

3. | Co quan lay/giri mdu: TTKSBT Pon vi san pham/mau: Khoing 1,5 lit
(Sample taking institution) (Unit of product/sample)

4. | Co sd san xuit: Th4i Xuan Long, thi trin M§ Diic.
(Manufacturer)

5. | Chii co sé: Cong ty CP CTN & XD Quiing Negii DT/Fax: Khong co
(Manager of manzfﬁchm e) (Telephone number)

6. | Ngdy nhén mau: 08/03/2022 Ngay phan tich:08-11/03/22 Ngay tra két qua: 16/03/2022
(Date of .scm:'ple) (Work day) (Date of result)

7. | Yéu céu kiém nghiém: Ly héa - vi sinh
(Testing mandate)
8. | Thoi gian lvu miu: Khong luu miu
(Sample detaining duration from to)
9, KET LUAN
(Concluszon)
Cic chi tiéu d4 kiém tra dat yéu ciu theo
Quy chuiin ky thuiit Quée gia QCVN 01-1: 2018/BYT

10, GIAiw G DOC TRUONG KHOA XN- CDHA-TDCN
( Vice-head of laboratory)

Ks. TRAN MINH

Luwu y: Néu ¢é e mdu: Hét thoi gian ey mdu, nguoi giri madu khong dén nhan lgi thi
Trung tdm Kiém sodt bénh (Gt tinh duge quyen thanh Iy mau theo quy dinh,



KET QUA KIEM NGHIEM

(Testing result)

BM: 2-7.1.1-4
Page 2 of 2

KPH : Khéng phdt hi¢n

Luu §: Néu ¢6 liew méu: Hét thoi gian luu nidit, ng
Trung tdm Kiém sodt bénh 1t tinh dirge quy

1oi giri mdit khong dén nhgn lgi thi
sén thanh [y madu theo quy dinh.

{TT &Tén chi tiéu Don vi tinh | Quy Két qua Phwong phap thi
(Parameters) (Unit) dinh (Result) (Testing method)
| (ALQ)
1 | Mau sic (do Coban) TCU <15 0,00 TCVN 6185:1996
1SO 7887:1985(E)
2 | Mui, vi Khong ¢6 mui, vi la Khéng mui, | TCVN 2653-78
(& 20°C va 60°C) vi la
3 | Do duc NTU =2 0,00 TCVN 6184:1996
1SO 7027:1990 (E)
4 |pH 6,0 — 8,5 6,62 TCVN 6492: 2011
5 | D6 Oxy hoa mgOxy/l <2 0,64 TCVN 6186-96
6 | Ham lugng Nitrit mg/] <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/I <2 0,63 TCVN 6180-96
(tinh theo N)(*)
8 | Ham luong Clorua mg/l <250 194,85 TCVN 6194-96
) (hodc
300)
9 | Ham lugng Mangan mg/I <0,1 KPH TCVN 6002-95
*) (LOD=0,01)
10 | Ham lugng Sét mg/l <0,3 KPH TCVN 6177-96
tdng s0 (*) (LOD=0,01)
11 | Haim lugng Sunphat mg/I <250 2,92 TCVN 6200-96
(804%)
12 | D6 cling toan phan | mgCaCOy/l | <300 201,00 | TCVN 6224-96
13 | Ham lugng Asen mg/l <0,01 KPH TS-KT-QP-
(As) (**) (LOD=0,001) | 04:2019(Ref. TCVN
6665:2011
14 | Ham luong Clo du mg/I 0,2- 1,0 0,3 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH TCVN 6187-
(LOD=1) |1:2019
16 | E. Coli (*) CFU/100ml <l KPH TCVN 6187-
(LOD=1) |1:2019
Ghi chi: ’
(*) : Chi tiéu dat tiéu chudn ISO/ IEC 17025:2017
(**)  : Chi tiéu nha thau phu phdn tich




BM: 2-7.1.1-4

Page 1 of 2
SO Y TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Dic Iip - Ty do - Hanh phiic
S6: 87 /KNN/2022 _ Qudng Ngai, ngay 15 thang 03 niim 2
PHIEU KET QUA KIEM N GHIEM “‘
(TESTING FORM) 5;;« —
(CHI CO GIA TRI BOI VI MAU THU DA MA HOA BEN DUGH: 1571
“ NN VLAT 1.050

Trung tam K.S Bénh Tt tinh O Ngdi, DC: 64 Dudng Biti Thi Xudn M. fﬁ(ﬁ‘ﬂ\f UISONEC 17025:2017

TpQudng Ngdi Tinh Quang Ngdi, PT:(0255)3 829213/Fax: 3827085
H-VSN 0 |0 |8 7 2 2

1. | Tén mau: Nwée may Nhén hiéu mau : KChéng ¢6
(Name of sample) (Trade, mark of sample)

2. | Tinh trang mau: Pyng trong chai nhya ¢6 nat viin kin

( Condition of sample)

3. | Co quan liy/giri mau: TTIKSBT Bon vi san pham/mau: Khodng 1,5 lit
(Sample taking institution) (Unit of product/sample)

4. | Co s sin xuat: POAN HOA, thj trin M D,
(Manufacturer)

5. | Chii co sé: Cong ty CP CTN & XD Quéng Ngii DT/Fax: Khéong cé
(Manager of manufacture ) (Telephone number)

6. | Ngay nhan miu: 08/03/2022 Ngay phén tich:08-11/03/22 Ngay tra két qua: 16/03/2022
(Date of sample) (Work day) (Date of result)

7. | Yéu chu kiém nghiém: Ly héa - vi sinh
(Testing mandate)

8. | Thoi gian lvu mau: Khéng luu miu
(Sample detaining duration from to)
9. KET LUAN
(Conclusion)
Cic chi tiéu da kiém tra dat yéu cAu theo
Quy chuin ky thuit Quée gia QCVN 01-1: 2018/BYT

10. GIAMBOCL v p6C TRUONG KHOA XN- CPHA-TDCN
(Dire % ( Vice-head of laboratory)

Ks. TRAN MINH

Lwu y: Néu ¢d hew mdu: Hét thoi gian hew mdu, nguoi giti mau khong dén nhgn lai thi
Trung tam Kiém sodt benh tdt tinh diwoe quyén thanh Iy mau theo quy dinh.



@ /7auNG T
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KET QUA KIEM NGHIEM

(Testing result)

BM: 2-7.1.1-4
Page 2 of 2

»T%‘/% Tén chi tieu Pon vitinh | Quy Két qua Phuwong phap thi
=="|  (Parameters) (Unit) dinh (Result) (Testing method)
, (ALQ)
1 | Mau sac (d¢ Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khoéng c6 mui, vi la Khong mui, | TCVN 2653-78
(6 20°C va 60°C) vi la
3 | Bo duc NTU 2 0,00 TCVN 6184:1996
ISO 7027:1990 (E)
4 | pH 6,0 — 8,5 6,65 TCVN 6492: 2011
5 | B Oxy hod mgOxy/I <2 0,80 TCVN 6186-96
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/l <2 0,69 TCVN 6180-96
(tinh theo N)(*)
g | Ham lugng Clorua mg/1 <250 195,70 TCVN 6194-96
! (hodc
300)
9 | Ham luong Mangan mg/| <0,1 KPH TCVN 6002-95
(*) (LOD=0,01)
10 | Ham luong St mg/I <0,3 KPH TCVN 6177-96
tdng sb (*) (LOD=0,01)
11 | Ham lugng Sunphat mg/I <250 2,99 TCVN 6200-96
(SO4)
12 | D6 cimg toan phan | mgCaCOy/1 | <300 194,85 | TCVN 6224-96
13 | Ham lugng Asen mg/l <0,01 KPH TS-KT-QP-
(As) (**) (LOD=0,001) | 04:2019(Ref. TCVN
6665:2011
14 | Him lugng Clo du mg/I 0,2- 1,0 0,3 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH TCVN 6187-
(LOD=1) |1:2019
16 | E. Coli (*) CFU/100ml <l KPH TCVN 6187-
(LOD=1) |1:2019
Ghi chii: ,
(%) : Chi tiéu dat tiéu chudn ISO/ IEC 17025:2017
(%) . Chi tiéu nha thau phy phan tich

KPH : Khéng phat hi¢n

Luu y: Néu ¢6 liru mrfg;.‘ Hét thoi gian luw mdu, ngudi gii mdu khong dén nhén lai thi
Trung tam Kiém sodt bénh tdt tinh dwgc quyén thanh ly mau theo quy dinh.




BM: 2-7.1.1-4

i . i _ Page 1 of 2
SOY T]? QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Déc lip - Ty do - Hanh phiic
S6: 131/KNN/2022 Qudng Ngai, ngy 38Kdng03 nam
PHIEU KET QUA KIEM NGHIEM m
(TESTING FORM) Y AOSC

% " A ; YN VLAT 1.050
(CHI CO GIA TRT BOT VOI MAU THU DA MA HOA BEN DUGT) /7 N (i 0050

Trung tam K.8 Bénh Tdt tinh Q Ngdi, DC: 64 Dudng Biri Thi Xudn M/T S (j M U
TpQuang Ngdi Tinh Qudng Ngdi, PT:(0255)3 829213/Fax: 3827085 l
H-VvSN 1o 1 ]3 |71 2] 2]

1. | Tén mau: Nuée may Nhén hiéu mau : Khéng cé
(Name of sample) (Trade, mark of sample)

2. | Tinh trang mau: Pyng trong chai nhya c6 nat vin kin.
( Condition of sample)

3. | Co quan ldy/giri mau: TTKSBT Don vi san pham/mau: Khoéng 1,5 lit
(Sample taking institution) (Unit of product/sample)

4. | Co sé san xuat: KCN VSIP Quéng Ngai
(Manufacturer)

5. | Chico sé: Cong ty CP CTN & XD Quing Ngii DT/Fax: Khong co
(Manager of manufacture ) (Telephone number)

6. | Ngay nhiin mau:22/03/22  Ngay phan tich: 22- 26/03/22 Ngay tra két qua: 30/03/22
(Date of sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa - vi sinh
(Testing mandate)

8. | Thoi gian luu miu: Khéng lwu miu.
(Sample detaining duration from to)
9. KET LUAN
(Concluszon)
Cic chi tiu kiém tra dat yéu cdu theo Quy chuin ky thuat
Quoc gia QCVN 01-1: 2018/BYT

10. GIAM POC PHO TRUONG KHOA XN- CDHA-TDCN
K1RindcrarhOC (Vice - head of laboratory)

CN. TRAN TH] KIM CUC

Luu ¥: Néu ¢6 lweu mfm Hét thoi gian heu mau, nguai giri mau khong dén nhgn lgi thi
Trung tam Kiém sodt bénh tdt tinh duge quyén thanh Iy méu theo quy dinh.



BM: 2-7.1.1-4

Page 2 of 2
KET QUA KIEM NGHIEM
(Testing result)
+ 7" Tén chi tiéu Don vi tinh |  Quy Két qua Phwong phap
(Parameters) (Unit) dinh (Result) thir
(ALQ) (Testing method)
1 | Mau sic (dd Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khéng | Khong mui, vi | TCVN 2653-78
(& 20°C va 60°C) . mui, vi la
la
3 | Do duc NTU <2 0,00 TCVN 6184:1996
ISO 7027:1990
(E)
4 | pH (*) - 6,0 - 8,5 6,30 TCVN 6492:
2011
5 | Do Oxy hoa mgOxy/l <2 0,80 TCVN 6186-96
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
NO," tinh theo N(¥*)
7 | Ham lugng Nitrat mg/l <2 KPH TCVN 6180-96
NO;™ tinh theo N(*)
8 | Ham lugng Clorua mg/l <300 9,50 TCVN 6194-96
*)
9 | Ham lugng Mangan mg/I <0,1 KPH TCVN 6002-95
*) ) (LOD=0,01)
10 | Ham luong Sat mg/1 <0,3 KPH TCVN 6177-96
tong so (*) (LOD=0,01)
11 | Haim lugng Sunphat mg/l <250 0,83 TCVN 6200-96
(S0:5)
12 | D6 cling toan phan | mgCaCOy/l | <300 39,00 TCVN 6224-96
()
13 | Haim lugng clo du ty mg/] 0,2-1 0,4 TCVN 2673-78
do
14 | Ham lugng Asen mg/l <0,01 KPH
tong so(**) (LOD=0,0003) TS-KT-QP-28:2021
15 | Coliform (*) CFU/100ml <3 KPH (LOD=1) | TCVN 6187-
1:2019
16 | E. Coli (*) hodc CFU/100ml <1 KPH (LOD=1) | TCVN 6187-
Coliform chiu nhiét 1:2019

. Ghichii: (*): Chitiéu dat tiéu chudn ISO/IEC 17025:2017

Luu y: Néu ¢6 lru mc’fgu Heét thoi gian lieu mdu, nguedi giei mau khong dén nhdn lai thi
Trung tam Kiém sodt bénh tdt tinh dwge quyén thanh Iy mau theo quy dinh.




BM: 2-7.1.1-4

Page 1 of 2
SO Y TE QUANG NGAI CONG HOA XA HOI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Doc lap - Ty do - Hanh phic
SH: 104/KNN/2022 Qudang Ngdi, ngay 15 thang 03 ndm 2022
PHIEU KET QUA KIEM NGHIEM.7,

A()S&‘?

(TESTING FORM) p;; !{
( CHI CO GIA TRI POI VOI MAU THU BA MA HOA BEN Duo’b/ = LE J
7NN VLAT 1.050
Trung tdm K.S Bénh Tat tinh O Ngdi, DC: 64 Diedng Bivi Thi Xudn MA S( @ M)F U: ISONEC 17025:2017
TpQudng Nedi Tinh Qudng Ngdi, DT:(0255)3 82921 3/Fax.: 3827085 -
H-VSN 10 |1 |0 |4 2] 2
1. | Tén mau: Nwéec may Nhian hiéu miu : Khéng ¢6
(Name of sample) (Trade, mark of sample)

2. | Tinh trang mau: Pyng trong chai nhya ¢é nit viin kin
( Condition of sample)

3. | Co quan ldy/gri mdu: TTKSBT Pon vi san pham/mau: Khoéng 1,5 lit
(Sample taking institution) (Unit of product/sample)

4. | Co s&san xult: Tram bom s6 1.2.3, p. Lé Hong Phong, tp Quéng Ngii.
(Manufacturer)

5. | Chu co sd: Cong ty CP CTN & XD Quang Ngii DT/Fax: Khéng c¢é
(Manager of manufacture ) (Telephone number)

6. | Ngay nhan miu: 09/03/2022 Ngay phén tich:09-14/03/22 Ngay tra két qua: 17/03/2022
(Date of sample) (Work day) (Date of result)

7. | Yéu céu kiém nghiém: Ly héa - vi sinh
(Testing mandate)

8. | Thoi gian lvu mau: Khong luu miu
(Sample detaining duration from to)
9, KET LUAN
(Conclusion)
Céc chi tiéu di kiém tra: chi tiéu s6 7 khong dat yéu ciu, cdc chi tiéu con lai
dat yéu cau theo Quy chuin k¥ thuiit Quoe gia QCVN 01-1: 2018/BYT

10. GIMW DG'(; TRUONG KHOA XN- CDHA-TDCN
/BTH . (PROGIAM POC ( Vice-head of laboratory)

& e}

Ks. TRAN MINH

Luu y: Néu ¢6 hew mau: Hét thoi gian lew mdu, nguoi giei mdu khong dén nhén lai thi
Trung tam Kiénm sodt bénh tdt tinh diege quyén thanh Iy mdau theo quy dinh.



KET QUA KIEM NGHIEM

(Testing result)

BM: 2-7.1.1-4
Page 2 of 2

““ TTA S/ Tén chi tiéu Don vi tinh Quy Két qua Phuong phap thir
=" (Parameters) (Unit) dinh (Result) (Testing method)
, (ALQ)
1 | Mau sédc (d9 Coban) TEY =<l3 0,00 TCVN 6185:1996
ISO 7887:1985(E)

2 | Mui, vi Khéng cé mui, vi la Khong mui, | TCVN 2653-78
(& 20°C va 60°C) vila
3 | Dg duc NTU <2 0,00 TCVN 6184:1996
ISO 7027:1990 (E)
4 | pH 6,0 — 8,5 6,75 TCVN 6492: 2011
5 | B Oxy hoé mgOxy/I <2 0,48 TCVN 6186-96
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/I <2 3,05 TCVN 6180-96
(tinh theo N)(*)
8 [ Ham lugng Clorua mg/I <250 36,09 TCVN 6194-96
(*) (hoiic
300)
9 | Ham lugng Mangan mg/I <0,1 KPH TCVN 6002-95
) (LOD=0,01)
10 | Ham luong St mg/I <0,3 KPH TCVN 6177-96
téng s6 (%) (LOD=0,01)
11 | Ham luong Sunphat mg/l <250 1,79 TCVN 6200-96
(SO4*)
12 | D6 cling toan phan | mgCaCOy/1 | <300 80,00 TCVN 6224-96
13 | Ham luong Asen mg/I <0,01 KPH TS-KT-QP-
(As) (**) (LOD=0,001) | 04:2019(Ref. TCVN
6665:2011
14 | Ham lugng Clo du mg/l 0,2- 1,0 0,4 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH TCVN 6187-
(LOD=1) | 1:2019
16 | E. Coli (*) CFU/100ml <l KPH TCVN 6187-
(LOD=1) | 1:2019
Ghi chu: ’
™ : Chi tiéu dat tieu chuan ISO/ IEC 17025:2017
(**Y  : Chi tiéu phdn tich nha thau phu

KPH : Khdng phat hién

Luu y: Néu ed liew maw: Hét thoi gian lew mdu, ngieoi gii mdu khong dén nhén lai thi
Trung tam Kiém sodt bénh (gt tinh dwgc quyén thanh ly mau theo quy dinh.




BM: 2-7.1.1-4

Page 1 of 2
SO Y TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Doc Iip - Ty do - Hanh phiic
S6: 103/KNN/2022 Quang Ngdi, ngay 15 {‘.‘?f.’.fg 03 niam 222
PHIEU KET QUA KIEM NGHIEM\"», £
(TESTING FORM) N = M4
(CHI CO GIA TR POI VI MAU THU PA MA HOA BEN D’%{ B3 AOSC &
Trung tam K.§ Bénh Tét tinh Q Ngai, BC: 64 Budng Bivi Thi Xudn MA SO MA U .S CHEC 120SR2007

TpQuang Ngdi Tinh Quang Nedi, DT:(0255)3 82921 3/Fax: 3827085 -
H-VSN |0 |1 |0 3 2 | 2

I. | Tén mau: Nude may Nhén hi¢u mdu : Khéng c6
(Name of sample) (Trade, mark of sample)

2. | Tinh trang mAu: Pung trong chai nhya cé nut viin kin

( Condition of sample)

3. | Co quan ly/gtri mdu: TTKSBT Pon vi san pham/mau: Khodang 1,5 lit
(Sample taking institution) (Unit of product/sample)

4. | Co so san xuat: Tram bom sb 8.9.10, tp Quang Ngii.
(Manufacturer)

5. | Chii co's¢: Cong ty CP CTN & XD Quing Ngii DT/Fax: Khong ¢6
(Manager of manufacture ) (Telephone number)

6. | Ngdy nhin mau: 09/03/2022 Ngay phdn tich:09-14/03/22 Ngay tra két qua: 17/03/2022
(Date of sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa - vi sinh
(Zesting mandate)
8. | Thoi gian lwu mau: Khéng lwu miu
(Sample detaining duration from to)
9. KET LUAN
(Conclusion)
Cic chi tiéu di kiém tra dat yéu ciu theo
Quy chuin ky thuit Qube gia QCVN 01-1: 2018/BYT

10. GIAMBIG v poC TRUONG KHOA XN- CDHA-TDCN
(Df;ﬁﬁr}@mM POC ( Vice-head of laboratory)

| el

—

Yo Wen Pt Ks. TRAN MINH

Luu y: Néu ¢6 heu méu: Hét thoi gian luu mau, nguoi givi méy khéng dén nhén lai thi
Trung tdm Kiem sodt bénh tdt tinh duge quyén thanh Iy mdu theo quy dinh.



BM: 2-7.1.1-4

Page 2 of 2
/5 KET QUA KIEM NGHIEM
(, Q,éug TAT ) ) (Testing result)
TINH GG NGAL
\“Niﬂf‘: :/ Tén chi ticu Pon vi tinh | Quy Két qua Phuong phap thir
a (Parameters) (Unit) dinh (Result) (Testing method)
| (ALQ)
1 | Mau séc (dd Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khoéng c6 mui, vi la Khéng mui, | TCVN 2653-78
(¢ 20°C va 60°C) vila
3 | Bg duc NTU <2 0,00 TCVN 6184:1996
ISO 7027:1990 (E)
4 | pH 6,0 — 8,5 6,80 TCVN 6492: 2011
5 | B Oxy hoa mgOxy/I =2 0,64 TCVN 6186-96
6 | Ham luong Nitrit mg/| <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/I <2 1,97 TCVN 6180-96
(tinh theo N)(*)
8 | Ham lugng Clorua mg/l <250 17,30 TCVN 6194-96
(*) (hodc
300)
9 | Ham lugng Mangan meg/] <0,1 KPH TCVN 6002-95
£ (LOD=0,01)
10 | Ham luong Sit mg/! <0,3 KPH TCVN 6177-96
tdng sb (*) (LOD=0,01)
11 | Ham lugng Sunphat mg/! <250 1,23 TCVN 6200-96
(SO4*)
12 | D6 ctng toan phan | mgCaCOy/l | <300 96,00 TCVN 6224-96
13 | Ham lugng Asen mg/I <0,01 KPH TS-KT-QP-
(As) (*%) (LOD=0,001) 04:2019(Ref. TCVN
6665:2011
14 | Ham lugng Clo du mg/] 0,2- 1,0 0,4 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH TCVN 6187-
(LOD=1) - | 1:2019
16 | E. Coli (*) CFU/100ml <1 KPH ' | TCVN 6137-
(LOD=1) |1:2019

Ghi chit: ,
- Chi tiéu dat tiéu chuan ISO/ IEC 17025:2017

(*)

**)

KPH : Khéng phat hi¢n

Luu y: Néu ¢d lwew mau:

. Chi tiéu phén tich nha thau phy

Hét thoi gian hew mdu, ngudi giii méu khéng dén nhén lai thi

Trung tdam Kiém sodt bénh tdt tinh dige quyén thanh [y mau theo quy dinh.




BM: 2-7.1.1-4

Page 1 of 2
SO Y TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT DPjc ldp - Ty do - Hanh phiic
S6: 102/KNN/2022 _Quang Ngdi, ngay 15 thang 03 ndm 2022

PHIEU KET QUA KIEM NGHIEM \\{/ 3
(TESTING FORM) o=
(CHI €O GIA TR] DOI VOI MAU THU DA MA HOA BEN DUGI) °

VLA 31 O‘JD

Trung tam K.S Bénh TGt tinh Q Nedil, DC: 64 Ducng Bivi Thi Xudn MA S‘ ('j “M/f U: ISONEC 17025:2017
TpQudng Ngdi Tinh Quang Negdi, BT:(0255)3 82921 3/Fax; 3827085
H-VSN |0 |1 |0 |2 2 | 2
1. | Tén miu: Nwée may Nhan hi¢u mau : Khéng cé
(Name of samp!e) (Trade, mark of sample)
2. | Tinh trang mau: Pyng trong chai nhya c¢6 nut viin kin

( Condition of sample)

3. | Co quan Ié‘iy/gfri miu; TTKSBT Don vi san pham/mau: Khodng 1,5 lit
(Sample taking institution) (Unit of product/sample)

4, | Co s& san xuat: Bé chira Son Tinh.
(Manufacturer)

5. | Chil co s¢: Cong ty CP CTN & XD Quéng Ngii DT/Fax: Khong c6
(Manager of'mamfacrure ) (Telephone number)

6. | Ngay nhin mau: 09/03/2022 Ngay phan tich:09-14/03/22 Ngay tra két qua: 17/03/2022
(Date of sample) (Work day) (Date of result)

7. | Yéu céu kiém nghi¢m: Ly héa - vi sinh
(Testing mandate)

8. | Thoi gian luu miu: Khéng luu miu
(Sample detaining duration from to)
9. KET LUAN
(Concluszon)
Cic chi tiéu d3 kiém tra dat yéu ciu theo
Quy chuin ky thuit Quoc gia QCVN 01-1: 2018/BYT

10. GIAM D( A TRUONG KHOA XN- CPHA-TDCN

(Dlxjrﬁ (3}0 mpg;)ﬂoé;c ( Vice-head of laboratory)

% %m g%“ Ks. TRAN MINH

Luu y: Néu ¢6 hru marf Hét thoi gian heu méu, nguoi giri mau khang dén nhan lgi thi
Trung tim Kiém sodt bénh tt tinh duge quyén thanh Iy mau theo quy djnh.
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KET QUA KIEM NGHIEM

(Testing result)

BM: 2-7.1.1-4
Page 2 of 2

WOV
i . v
f\ii‘;n S0a] £

- mEwgar

.q:m:"l'f:&Tén chi tiéu DPon vi tinh | Quy Két qua Phuong phap thir
_* 7 (Parameters) (Unit) dinh (Result) (Testing method)
, (ALQ)
1 | Mau sac (d¢¢ Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khong c6 mui, vi la Khong mui, | TCVN 2653-78
(& 20°C va 60°C) vi la
3 | Do duc NTU <2 0,00 TCVN 6184:1996
ISO 7027:1990 (E)
4 | pH 6,0 - 8,5 6,61 TCVN 6492: 2011
5 | D6 Oxy hoa mgOxy/I <2 0,80 TCVN 6186-96
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/l <2 1,21 TCVN 6180-96
(tinh theo N)(*)
8 | Ham lugng Clorua mg/l <250 35,74 TCVN 6194-96
£ (hodc
300)
9 | Ham lugng Mangan mg/I <0,1 KPH TCVN 6002-95
™) (LOD=0,01)
10 | Ham luong Sét mg/| <0,3 KPH TCVN 6177-96
tdng 56 (*) (LOD=0,01)
11 | Ham luong Sunphat mg/l <250 1,62 TCVN 6200-96
(SO4*)
12 | Do ctng toan phian | mgCaCOs/l | <300 74,00 TCVN 6224-96
13 | Ham lugng mg/l <0,01 KPH TS-KT-QP-
Asen(As) (**) (LOD=0,001) | 04:2019(Ref. TCVN
' 6665:2011
14 | Ham lugng Clo du mg/] 0,2- 1,0 0.5. TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH  |TCVNG6137-
(LOD=1) | 1:2019
16 | E. Coli (*) CFU/100ml <l KPH TCVN 6187-
(LOD=1) |[1:2019
Ghi chii: _
*) - Chi tiéu dat tiéu chudn ISO/ IEC 17025:2017

(*

*¥)  : Chi tiéu phdn tich nha théu phu
KPH : Khéng phat hi¢n

Luu ¥: Néu ¢6 leu mau: Hét thoi gian hew mdu, ngiedi givi mdu khong dén nhan lai thi
Trung tam Kiém sodt bénh tdt tinh dicge quyén thanh ly mdu theo quy dinh,




BM: 2-7.1.1-4

Page | of 2
SO Y TE QUANG NGAI CONG HOA XA HOI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Doc lip - Ty do - Hanh phiic
S6: 101 fKNN/2022 Qudng Ngdi, ngay 1 5| thang 03 ndm 2022
w1y,
PHIEU KET QUA KIEM NGHIEM ;\\\: 2/, !
(TESTING FORM) ;‘E
( CHI €O GIA TR] POI VOI MAU THU PA MA HOA BEN DUGI) . 4
Z //,ﬁ::\ VLAT 1. 050
Trung tdm K.8 Bénh TGt tinh Q Nedi, DC: 64 Dwdng Bii Thi Xudn MA S' (ﬁ l“’f/f U. JOEEEHHESE01
TpQuang Ngai Tinh Quang Ngdi, PT:(0255)3 829213/Fax: 3827085 T VSN 7 J 710 7 5 5
1. [ Tén méiu: Nwée miy Nhén hiéu mau : Khéong cé
(Name of sample) (Trade, mark of sample)

2. | Tinh trang mAu: Pung trong chai nhya cé nit viin kin
( Condition of sample)

3. | Co quan lay/giri mau: TTKSBT Pon vi sin pham/méu: Khoang 1,5 lit
(Sample taking institution) (Unit of product/sample)

4. | Co sé sin xudt: KCN Tinh Phong
(Manufacturer)

5. | Chui co sg: Cong ty CP CTN & XD Quang Ngai DT/Fax: Khéng cé
(Manager of manufacture ) (Telephone number)

6. | Ngay nhan mau: 09/03/2022 Ngay phén tich:09-14/03/22 Ngay tra két qua: 17/03/2022
(Date of sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa - vi sinh
(Testing mandate)
8. | Thoi gian luu miu: Khéng hru mau
(Sample detaining duration from to)
9. KET LUAN
(C‘onclmron)
Cic chi tiéu di kiém tra dat yéu cau theo
Quy chuin kj thuft Qudc gia QCVN 01-1: 2018/BYT

10. GIAM DOC TRUONG KHOA XN- CPHA-TDCN
= (DHKT@GIAM DOC ( Vice-head of laboratory)
£ N PHO GIAM POC |

W Wen Phes Ks. TRAN MINH

Luwu y: Néu ¢é hew mdu: Hét thoi gian haw mau, ngiedi givi mau khong dén nhan lai thi
Trung tam Kiém sodt bénh tdt tinh dirge quyen thanh Iy mdu theo quy dinh.
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KET QUA KIEM NGHIEM
(Testing result)

BM: 2-7.1.1-4
Page 2 of 2

Q\\Kfﬁ/’f“ h chi tiéu Pon vi tinh |  Quy Két qua Phwong phap thir
S| *_~(Parameters) (Unit) dinh (Result) (Testing method)
, (ALQ)
1 | Mau sac (d¢ Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khéng c6 mui, vi la Khong mui, [ TCVN 2653-78
(& 20°C va 60°C) vi la
3 | Do duc NTU <2 0,00 TCVN 6184:1996
1SO 7027:1990 (E)
4 | pH 6,0 — 8,5 6,50 TCVN 6492: 2011
5 | B Oxy hod mgOxy/l <2 0,64 TCVN 6186-96
6 | Ham lugng Nitrit mg/| <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/I <2 0,79 TCVN 6180-96
(tinh theo N)(*)
8 | Ham lugng Clorua mg/l <250 8,08 TCVN 6194-96
0! (hodc
300)
9 | Ham lugng Mangan mg/I <0,1 KPH TCVN 6002-95
™ (LOD=0,01)
10 | Ham luong St mg/l <0,3 KPH TCVN 6177-96
téng s (*) (LOD=0,01)
11 | Ham lugng Sunphat mg/l <250 0,81 TCVN 6200-96
(SO*)
12 | D6 cling toan phan | mgCaCOy/I | <300 29,00 TCVN 6224-96
13 | Ham lugng Asen mg/I <0,01 KPH TS-KT-QP-
(As) (**) | (LOD=0,001) | 04:2019(Ref. TCVN
6665:2011
4 | Ham lugng Clo du mg/l 0,2-1,0 0,3 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH TCVN 6187-
(LOD=1) |1:2019
16 | E. Coli (%) CFU/100ml <l KPH TCVN 6187-
(LOD=1) |1:2019
Ghi chui: ,
) : Chi ti¢u dat tiéu chuan ISO/ 1EC 1 7025:2017
(**) 1 Chi tiéu phdn tich nha thau phu
KPH : Khdng phdt hién

Luu y: Néu ¢6 luu mdu: Hét thoi gian heu mau, nguai gii mdu khéng dén nhan lai thi
Trung tam Kiém sodt bénh 1t tinh dwgc quyén thanh ly mau theo quy dinh.




BM: 2-7.1.1-4

Page | of 2
SO 'Y TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Dijc lip - Ty do - Hanh phiic
S6: 105 /KNN/2022 ' Qucmg Ngdi, ngay 15 thang 03 nam 2022

PHIEU KET QUA KIEM NGHIEM:\Y,

(TESTING FORM)
(CHI CO GIA TR] POI VGI MAU THU PA MA HOA BEN DUGI) }ui_;

VLA:]' 1. 0:‘.10 1
Trung tam K.§ Bénh Tét tinh Q Ngai, DC: 64 Dirdng Bui Thi Xudn MQT @'@\ MJ UWSONEC 17025:2017

TpQudng Ngai Tinh Quang Ngdi, BT:(0255)3 82921 3/Fax: 3827085
H-VSN [0 |1 |0 |5 2 | 2

I. | Tén mau: Nwée may Nhén hi¢u méu : Khéng c6
(Name of mmple) (Trade, mark of sample)

2. | Tinh trang mau: Pyng trong chai nhya ¢6 nut vin kin
( Condition of sample)

3. | Co quan lay/glri mAu: TTKSBT Don vi san phAm/mAau: Khodng 1,5 Iit
(Sample taking institution) (Unit of product/sample)

4. | Co sé san xuat: Cong ty dwong Quing Ngii, phudong Quing Phi.
(Manufacturer)

5. | Chti co s¢: Cong ty CP CTN & XD Quang Ngii DT/Fax: Khong ¢é

(Manager of mamrfac!we ) (Telephone mrmber)

6. | Ngdy nhan mau: 09/03/2022 Ngay phén tich:09-14/03/22 Ngay tra két qua: 17/03/2022
(Date of mmp!e) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa - visinh
(Testing mandate)

8. | Thoi gian lvu mau: Khéng luu miu
(Sample detaining duration from to)
9. KET LUAN
(Conc!uszon)
Cac chi tleu dii kiém tra: chi ticu s6 7 khong dat yéu ciu, cdc chi tiéu con lai
dat yéu cau theo Quy chuin ky thujt Qubc gia QCVN 01-1: 2018/BYT

10. GIAM POC TRUONG KHOA XN- CPHA-TDCN
(DE&IAM DOC ( Vice-head of laboratory)

Ks. TRAN MINH

Luu y: Néu ¢6 luu m{m Hét thoi gian hew mdu, nguoi giri mau khong dén nhan lai thi
Trung tdam Kiém sodt bénh 1t tinh dwge quyén thanh Iy méu theo quy dinh.
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(Testing result)

KET QUA KIEM NGHIEM

BM: 2-7.1.1-4
Page 2 of 2

%’/ Tén chi tiéu Don vi tinh | Quy Kétqua | Phwong phap thir
(Parameters) (Unit) dinh (Result) (Testing method)
| (ALQ)
1 | Mau sac (d¢ Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khéng ¢6 mui, vi la Khong mui, | TCVN 2653-78
(& 20°C va 60°C) vi la
3 | B0 duc NTU <2 0,00 TCVN 6184:1996
ISO 7027:1990 (E)
4 | pH 6,0 — 8,5 6,58 TCVN 6492: 2011
5 | Bd Oxy hod mgOxy/l <2 0,64 TCVN 6186-96
6 | Ham lugng Nitrit mg/] <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/l <2 2,91 TCVN 6180-96
(tinh theo N)(*)
8 | Ham lugng Clorua mg/l <250 26,87 TCVN 6194-96
* (hodc
300)
9 | Ham lugng Mangan mg/l <0,1 KPH TCVN 6002-95
5% (LOD=0,01)
10 | Ham luong Sit mg/l <0,3 KPH TCVN 6177-96
tdng s6 (%) (LOD=0,01)
11 | Ham lugng Sunphat mg/l <250 1,49 TCVN 6200-96
(S04*)
12 | D6 cling toan phan | mgCaCOy/1 | <300 72,00 TCVN 6224-96
13 | Ham lugng Asen mg/| <0,01 KPH TS-KT-QP-
(As) (**) | (LOD=0,001) | 04:2019(Ref. TCVN
6665:2011
14 | Ham lugng Clo du mg/I 0,2- 1,0 0,3 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH . |TCVNOG187-
(LOD=1) |1:2019
16 | E. Coli (*) CFU/100ml <l KPH TCVN 6187-
(LOD=1) [1:2019
Ghi chu: ]
*) : Chi tiéu dat tiéu chuan IS:O/ IEC 17025:2017
(**) : Chi tiéu phdn tich nha thau phy
KPH : Khéng phat hi¢n

Luu y: Néu c6 hew mdu: Hét thoi gian |

wu mdu, ngiedi giei mau khong dén nhan lai thi

Trung tam Kiém sodt bénh (Gt tinh dige quyén thanh Iy mau theo quy dinh.




BM: 2-7.1.1-4

Page 1 of 2
SO Y TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Poc 1ap - Ty do - Hanh phiic
S6: 100 /KNN/2022 Quang Ngdi, ngay 15 rhciqg,ﬂ,? ndm 202
PHIEU KET QUA KIEM NGHIEM 5 2
(TESTING FORM) j} : i A\
(CHI CO GIA TR POI VOI MAU THU DA MA HOA BEN DUGH) =~ —— —~ = AOSC \ 4
e ff\\ 2 VLAT 1.050
Trung tdm K.S Bénh Tdt tinh Q Ngdi, DC: 64 Dwdng Bivi Thi Xudn M/T S Cj MA d PR AG
TpQuang Ngdai Tinh Quang Ngdi, DT:(0253)3 829213/Fax: 3827085 A 7 7T 7 3 5
1. | Tén miu: Nuée may Nhan hiéu miu : Khong cé
(Name of sample) (Trade, mark of sample)

2. | Tinh trang méu: Dyng trong chai nhya ¢6 nit viin kin
( Condition of sample)

3. | Co quan lay/gti mau: TTKSBT Don vi san pham/mau: Khodng 1,5 lit
(Sample taking institution) (Unit of product/sample)

4. | Co st san xuit: KCN VSIP Quéing Ngii
(Manufacturer)

5. | Chii co s¢: Cong ty CP CTN & XD Quéng Ngii DT/Fax: Khong cé
(Manager of manufacture ) (Telephone number)

6. | Ngay nhin mau: 09/03/2022 Ngay phan tich:09-14/03/22 Ngay tra két qua: 17/03/2022
(Date of sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa - visinh
(Testing mandate)

8. | Thoi gian lvu mau: Khong lwu mau
(Sample detaining duration from to)
9, KET LUAN
(Conc!uscon)
Cac chi tiéu da kiém tra dat yéu ciu theo
Quy chuin ky thuft Qube gia QCVN 01-1: 2018/BYT

10. GIA : Aol TRUONG KHOA XN- CPHA-TDCN
1 (Dirﬁﬁo' GIAM D%% ( Vice-head of laboratory)

g AT TAw 2}
f L Y . ..
- z
FE A |
L] !
-

Ks. TRAN MINH

Luu y: Néu ¢6 mrm Hét thoi gian heu mau, nguoi guii mau khang dén nhan lgi thi
Trung tam Kiém sodt bénh 1dt tinh dwpe quyén thanh Iy mau theo quy dinh.
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(Testing result)

BM: 2-7.1.1-4
Page 2 of 2

// Tén chi ticu Don vi tinh | Quy Két qua Phuong phap thir
(Parameters) (Unit) dinh (Result) (Testing method)
, (ALQ)
1 | Mau sac (d¢ Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khong ¢6 mui, vi la Khong mui, | TCVN 2653-78
(¢ 20°C va 60°C) vi la
3 | Do duc NTU <2 0,00 TCVN 6184:1996
ISO 7027:1990 (E)
4 | pH 6,0 — 8,5 0,55 TCVN 6492: 2011
5 | Bd Oxy hoa mgOxy/l <2 0,48 TCVN 6186-96
6 | Ham luong Nitrit mg/I <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/l <2 0,67 TCVN 6180-96
(tinh theo N)(*)
8 | Ham lugng Clorua mg/l <250 8,43 TCVN 6194-96
(% (hodc
300)
9 | Ham luong Mangan mg/l <0,1 KPH TCVN 6002-95
@) (LOD=0,01)
10 | Ham Iugng Sat mg/I <0,3 KPH TCVN 6177-96
téng s () (LOD=0,01)
11 | Ham lugng Sunphat mg/l <250 0,53 TCVN 6200-96
(SO4)
12 | B§ cung toan phan mgCaCOs/l | <300 28,00 TCVN 6224-96
13 | Ham luong Asen mg/l <0,01 KPH TS-KT-QP-
(As) (**) (LOD=0,001) | 04:2019(Ref. TCVN
6665:2011
14 | Ham lugng Clo du mg/l 0,2- 1,0 0,5 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH TCVN 6187-
(LOD=1) | 1:2019
16 | E. Coli (*) CFU/100ml <l KPH TCVN 6187-
(LOD=1) |1:2019
Ghi chii:
il : Chi tiéu dat tiéu chudn ISO/ IEC 17025:2017
(**) : Chi tiéu phdn tich nha théu phu

KPH : Khéng phat hién

Luu y: Né
Trung (dm Kiém soat bénh tdt tinh duge quyén thanh

éu 6 heu mau Hét thoi gian huu mat, ngudi gui mau khong dén nhan lai thi
Iy mau theo quy dinh.
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SO Y TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Dgc 1ip - Ty do - Hanh phiie
S6: 106 /KNN/2022 Quang Ngdi, ngay 15 than% 03 ndim 2022
PHIEU KET QUA KIEM NGHIEM\ \x/’f

(TESTING FORM) 3
(CHI CO GIA TR BOI VOI MAU THU DA MA HOA BEN DU .

i i VLAT 1.050
MA SO' MAU ISONEC 17025:2017

Trung tam K.8 Bénh Tat tinh Q Ngdi, DC: 64 Diong Bivi Thi Xudn
TpQuang Ngai Tinh Quéing Ngdi, DT:(0255)3 82921 3/Fax; 3827085

H-VSN |0 {1 |0 |6 2 | 2

1. | Tén miu: Nwée may Nhan hiéu mau : Khéng c6
(Name of samp!e) (Trade, mark of sample)

2. | Tinh trang méu: Pyng trong chai nhya ¢é nit vin kin
( Condition of samp!e)

3. | Co quan liy/gtri mau: TTKSBT Don vi san pham/mau: Khoang 1,5 lit
(Sample rakmg msnmnon) (Unit of produict/sample)

4. | Co s& sin xuat: thi triin La Ha, huyén Tw Nghfa, tinh Quing Ngii.
(Manufacturer)

5. | Chii co so: Cong ty CP CTN & XD Quing Ngai DT/Fax: Khdng cé
(Manager of manufacture ) (Telephone number)

6. | Ngdy nhin mau: 09/03/2022 Ngay phan tich:09-14/03/22 Ngay tra két qua: 17/03/2022
(Date of. sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa - visinh
(Testing mandate)

8. | Thoi gian luu mau: Khéng lra miu
(Sample detaining duration from to)
9, KET LUAN
(! Concluszon)
Cic chi tidu d3 kiém tra dat yéu cau theo
Quy chuin ki thuft Qude gia QCVN 01-1: 2018/BYT

10. GIAMM DOC TRUONG KHOA XN- CDHA-TDCN
(Df;ﬁ'é)fal AM POC ( Vice-head of laboratory)

W Weom Phet Ks. TRAN MINH

Luu y: Néu 6 leu mau Hét thoi gian heu méu, ngueai g mdi khong dén nhan lai thi
Trung tam Kiém sodt bénh tdt tinh duge quyén thanh Iy mdu theo quy dinh.
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AN KET QUA KIEM NGHIEM
*'Lh'::‘::: )\1 (Testing result)
3 WG /o
; TL\'3[‘_13/‘////" Tén chi tiéu Pon vi. tinh Quy Két qua l’hu‘crl}g phap thu
= (Parameters) (Unit) dinh (Result) (Testing method)
| (ALQ)
1 | Mau sic (do Coban) TEU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khéng c¢6 mui, vi la Khong mui, | TCVN 2653-78
(6 20°C va 60°C) vi la
3 | Do duc NTU <2 0,00 TCVN 6184:1996
ISO 7027:1990 (E)
4 | pH 6,0 — 8,5 6,67 TCVN 6492: 2011
5 | Bd Oxy hoa mgOxy/l <2 0,48 TCVN 6186-96
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
(tinh theo N)(*)
7 | Ham lugng Nitrat mg/l <2 1,94 TCVN 6180-96
(tinh theo N)(*)
8 | Ham lugng Clorua mg/l <250 18,01 TCVN 6194-96
*) (hodc
300)
9 | Ham lugng Mangan mg/l <0,1 KPH TCVN 6002-95
) (LOD=0,01)
[0 | Ham luong Sit mg/l <0,3 KPH TCVN 6177-96
tdng sb (*) (LOD=0,01)
11 | Ham luorng Sunphat mg/l <250 1,22 TCVN 6200-96
(SO4*)
12 | PO cling toan phan | mgCaCOs/l | <300 56,00 TCVN 6224-96
13 | Ham luong Asen mg/I <0,01 KPH TS-KT-QP-
(As) (**) (LOD=0,001) | 04:2019(Ref. TCVN
6665:2011
14 | Ham lugng Clo du mg/l 0,2- 1,0 0,3 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH TCVN 6187-
(LOD=1) | 1:2019
16 | E. Coli (*) CFU/100ml <1 KPH ~ |TCVNOG6187-
(LOD=1) |1:2019
Ghi chut:
" - Chi tiéu dat tiéu chudn ISO/ IEC 17025:2017
(**) : Chi tiéu phdn tich nhé thau phu

KPH : Khéng phat hién

Luu y: Néu c6 hew mdu: Hét thoi gian heu mdu, ng
Trung tam Kiém sodt bénh tdt tinh duge quy

uoi gui mau khong dén nhdn lai thi
sén thanh by mdu theo quy dinh,




