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SO Y TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Doc 1ap - Tu do - Hanh phiic
Sé: 393/KNN/2022 Quang Ngdi, ngay 2{.5 wg 7 ndm ; 2>
PHIEU KET QUA KIEM NGHIEM 5>~ & ‘
(TESTING FORM) w A()SL ;

6 DUGH) %7~ © 7 VLAT 1050
(CHI CO GIA TR] BOI VOI MAU THU PA MA HOA BEN DUGI) ”iﬁwx Somee 17028:2017

Trung tdm K.S Bénh Tdt tinh Q Ngdi, DC: 64 Dirong Bid Thi Xudn MA SO MA U:
TpQuang Ngdi Tinh Ouang Ngdi, DT:(0255)3 829213/Fax: 3827083
la-vsy o [3]9 13 |21 2]

1. | Tén mau: Nwéc may Nhin hiéu mau: Khéng c6
(Name of sample) (Trade, mark of sample)

2. | Tinh trang mau: Pwng trong chai nhya cé nit vin kin.
( Condition of sample)

3. | Co quan lay/giri mau: Co sé giri Pon vi san pham/mau: Khoang 1.5 lit
(Sample taking institution) (Unit of product/sample)

4. | Co sé san xuat: Tram xi Iy nwée VSIP Quéang Ngii
(Manufacturer)

5. | Chti co sé: Cong ty CP CTN & XD Quing Ngii DT/Fax: Khong c6
(Manager of manufacture ) (Telephone number)

6. | Ngay nhan mau: 19/7/22  Ngay phan tich: 19-23/7/22 Ngay tra két qua: 27/7/22
(Date of sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa-vi sinh.
(Testing mandate) '

8. | Thoi gian lwvu mau: Khéng lru miu.
(Sample detaining duration from (o)

KET LUAN
(Concluszon)
Céc thong so kiém tra dat yéu cau theo Quy chuén ky thuét
Quéc gia QCVN 01-1: 2018/BYT

10. EGIAM POEC TRUGNG KHOA XN- CPHA-TDCN
PH®Eeeton) DOC (Head of laboratory)
Ks. TRAN MINH

Luu ¥: Néu ¢6 hew mau: Hét thoi gian lew mdu, ngueoi giti mdu khong dén nhan lai thi
Trung tdm Kiém sodt bénh (¢t tinh diroe quyén thanh Iy mau theo quy dinh.
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KET QUA KIEM NGHIEM
: (Testing result)

EY po: Pon vi tinh |  Quy Ket qua Phwong phap
. (Unit) dinh (Result) thir
N (ALQ) (Testing method)

1 | Mau sic (d¢§ Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khéng | Khoéng mui, vi | TCVN 2653-78
(& 20°C va 60°C) - mui, vi la
la
3 | D6 duc (*) NTU <2 <0,3 TCVN 6184:2008
1SO 7027:1999
4 | pH(*) - 6,0 —8,5 6,09 TCVN 6492:
2011
5 | Chi s0 Pecmanganat mgOxy/l <2 0,64 TCVN 6186-96
*)
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
NO, tinh theo N(*) (LOD =0,001)
7 | Ham lugng Nitrat mg/1 =<2 0,53 TCVN 6180-96
NO; tinh theo N(¥)
8 | Ham lugng Clorua mg/1 <250 9,50 TCVN 6194-96
) hodc <
300
9 | Ham lugng Mangan mg/l <0,1 KPH TCVN 6002-95
™) (LOD=0,01)

10 | Ham lugng Sit mg/! <0,3 KPH TCVN 6177-96

tdng sb (*) (LOD=0,01)

11 | Ham lugng Sunphat mg/l <250 0,04 TCVN 6200-96

(S0s)

12 | Do cung toan phdn | mgCaCOy/1 | =300 20,00 TCVN 6224-96

™

13 | Ham luong Asen mg/l <0,01 KPH TS-KT-QP-28:2021

tdng sO(**) (LOD=0,0003)

14 | Ham luong clo du tu mg/l 0,2-1,0 0,4 TCVN 2673-73

do

15 | Coliform (*) CFU/100ml L+ KPH (LOD=1) TCVN 6187-

: 12019
16 | E. Coli (*) hodc CFU/100ml <1 KPH (LOD=1) | TCVN 6187-
Coliform chiu nhiét 1:2019

Ghi chit : (*) : Chi tiéu dat tiéu chudn ISO/IEC 17025:2017

Luu y: Néu c6 luu mdt

i Hét thoi gian luu méu, nguoi giri man khong den nhan lai thi

Trung tam Kiém sodt bénh (it tinh dugc quyén thanh ly mdu theo quy dinh.
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SO Y TE QUANG NGAI CONG HOA XA HOI CHU NGHiA VIET NAM
TRUNG TAM K.S BENH TAT Djc Iap - Ty do - Hanh phiic
S6:361/KNN/2022 Qudng Ngdi, ngay 12 rhd{gqg ’7 nam 2022
\l U ‘y,

PHIEU KET QUA KIEM NGHIEM SN,
(TESTING FORM) },*M%

(CHI CO GIA TR BOI VOI MAU THU BA MA HOA BEN DUOI) ’j,:;;/;\*:%\\: AOSC
“f,

, 3 LAY 1,050
Trung tam K.8 Bénh Tdt tinh Q Ngdi, BC: 64 Duedng Bii Thi Xudn M/f 15:51‘1{2:1‘[/ ISChec 17025:2017
TpQuang Nedi Tinh Quéng Ngai, DT:(0255)3 829213/Fax: 3827085 ,Lf-[- VSN ﬁ 7 ” 3 H 5 H 7 F 3 , 2*,}
l. | Tén mau: Nwére may Nhan hiéu mau: Khéng cé
(Name of sample) _ (Trade, mark of sample)
2. | Tinh trang mau: Dung trong chai nhya c6 mit vin kin,
( Condition of sample)
3. | Co quan lay/giti mau: TTKSBT Don vj sén pham/mau: Khoing 3.0 lit
(Sample taking institution) (Unit of product/sample)
4. | Co s& san xuat: Tram bom sé 8.9.10, tp Quing Ngai.
(Manufacturer)
5. | Chii co sé: Cong ty CP CTN & XD Quéng Ngii DT/Fax: Khéng c6
(Manager of manufacture ) (Telephone number)
6. | Ngay nhin mau:05/7/22 Ngay phén tich: 05-08 /7/22 Ngay tra két qua: 13/7/22
(Date of sample) (Work day) (Date of result)
7. | Yéu ciu kiém nghi¢m: Ly héa-vi sinh, :
(Testing mandate)
8. | Thoi gian lvu m3u: Khéng lvn mau,

(Sample detaining duration Jfirom to)
- KET LUAN
(Conclusion)
Céc thong s6 kiém tra dat yéu ciu theo Quy chuén ky thuit
Qudc gia QCVN 01-1: 2018/BYT

10. Glmgiilém POC PHO TRUONG KHOA XN. CPHA-TDCN
/'_\QHW()I;{ M bOC (Vice-head of laboratory)
1_INH
KIEM S Z /( i
pé:p_a v._;rr I L " .
TIKEH GUawg n3dl A / —
B Thi T Gim Ks. TRAN THJ KIM TAT

Luu y: Néu ¢6 hey ma'?.‘u.' Hét thoi gian ey mau, nguoi giri man khong dén nhgn lai thi
Trung tdm Kiém sodt bénh Lt tinh digre quyén thankh ¥ mau theo quy dinh,
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i = o 2 -
3 ﬂ—x . KET QUA KIEM NGHIEM
L e ) (Testing result)
(ﬂ]ﬂ:z 'I,‘if;:n.thﬁng.SS Pon vi. tinh 'Q_uy Két qua Plnro‘ngv phap
) /ﬁ/( arameters) (Unit) dinh (Result) ‘ thir
S x| (ALQ) (Testing method)
T | Mau sic (d¢6 Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khéng | Khong mui, vi | TCVN 2653-78
(& 20°C va 60°C) - mui, vi la
la
3 | D06 duc (*) NTU <2 <0,3 TCVN 6184:2008
ISO 7027:1999.
4 | pH (¥) - 6,0 -8,5 6,40 TCVN 6492:
2011
5 | Chi s Pecmanganat | mgOxy!/l <2 0,64 TCVN 6186-96
*)
6 | Ham lugng Nitrit mg/1 <0,05 KPH TCVN 6178-96
NO," tinh theo N(*) (LOD =0,001)
7 | Ham lugng Nitrat mg/l <2 1,60 TCVN 6180-96
NOj" tinh theo N(¥)
8 | Ham luong Clorua mg/l <300 18,72 TCVN 6194-96
*) hoic <
250
9 | Ham lugng Mangan mg/1 <0,1 KPH TCVN 6002-95
™) (LOD=0,01)
10 | Ham lugng St mg/! <0,3 KPH TCVN 6177-96
tdng sb (*) (LOD=0,01)
11 | Ham lugng Sunphat mg/l <250 0,65 TCVN 6200-96
(SO
12 | B6 cung toan phan | mgCaCOs/l | <300 66,00 TCVN 6224-96
—i =
13 | Ham lugng Asen mg/l <0,01 KPH TS-KT-QP-28:2021
tng s6(**) (LOD=0,0003)
14 | Ham lugng Clo du mg/| 0,2-1 - 0,4 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH (LOD=1) | TCVN 6187-
1:2019
16 | E. Coli (*) hodc CFU/100ml <] KPH (LOD=1) | TCVN 61387-
Coliform chiu nhiét 1:2019

Ghi chii : (*) : Chi tiéu dat tiéu chudn ISO/EC 17025:2017
(**) ¢ Chi tiéu nha thau phu phan tich
- KPH: Khong phat hién
Luu ¥: Néu ¢ luu m(?gl: Hét thoi gian leu mau, nguadi gui mau khong dén nhdn lai thi
Trung tam Kiém soat bénh tt tinh duge quyén thanh Iy mau theo quy dinh.
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SO Y TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Pic 1ap - Tw do - Hanh phiic
S6: 362/KNN/2022 Qudng Ngdi, ngay 12\\;{7@% 7 ndim 2022
£ £ 2 2 i \‘.\\‘ o a,”’ .é:::_
PHIEU KET QUA KIEM NGHIEM s\, 4
(TESTING FORM) . hreare 8
( CHI CO GIA TR] BOI VGI MAU THU DA MA HOA BEN DU ——==~3F AOSC\ Y
/”z,,,ﬁ\\\\\“ . VLAT 1.050
Trung tdm K.§ Bénh T4t tinh Q Ngdi, DC: 64 Puong Bii Thi Xudn MA SO M, U .'OHEC lelasianty

TpQudng Ngdi Tinh Quang Ngai, DT:(0255)3 829213/Fax: 3827085, " VSN H 0 l 3 H 5 l P H 5 ‘ 2~H

1. | Tén miu: Nudec mdy | Nhan hiéu miu: Khong c6
(Name of sample) (Trade, mark of sample)
2. | Tinh trang mau: Duyng trong chai nhya cé niit viin kin.
( Condition of sample)
3. | Co quan lay/giri mdu: TTKSBT Don vi san pham/mau: Khodéng 3.0 lit
(Sample taking institution) (Unit of product/sample)
4. | Co sé san xuat: Tram 1.2.3.
(Manufacturer)
5. | Chii co s¢: Cong ty CP CTN & XD Quéing Ngii DT/Fax: Khong c6
(Manager of manufacture ) (Telephone number)
6. [ Ngay nhan mau:05/7/22 Ngay phén tich: 05-08 /7/22 Ngay tra két qua: 13/7/22
(Date of sample) (Work day) (Date of result)
7. | Yéu cau kiém nghiém: Ly héa-vi sinh,
(Testing mandate)

8. | Thoi gian lvu mau: Khéng lvu mAu,
(Sample detaining duration from to)
KET LUAN
(Conclusion)
Cic théng sb kiém tra: thong s6 thir 7 khéng dat, cic thdng sb con lai
dat yéu ciu theo Quy chufin k§ thuit Quée gia QCVN 01-1: 2018/BYT

10. GIAM.DOOM DOC PHO TRUONG KHOA XN- CPHA-TDCN

(PHadtetiAM DOC (Vice-head of laboratory)

. - Ve

Bivi Ghi %3 Giam Ks. TRAN TH] KIM TAI

s Jtig Al

Luu y: Néu ¢6 ey m(f_u: Hét thoi gian hew mdu, nguoi giri mau khong dén nhén lai thi
Trung tdm Kiém sodt bénh 1dt tinh dwoe quyén thanh ¥ mau theo quy dinh.
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o £ - 2 5
LN KET QUA KIEM NGHIEM
Ki€ 021_41\%’\,. (Testing result)
SJT; /’{(‘én thong so Don vi tinh Quy Két qua Phwong phap
|~ (Parameters) (Unit) dinh (Result) thi
ot | ’ (ALQ) (Testing method)
1 | Mau sic (d¢ Coban) TCU <13 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khéng | Khong mui, vi | TCVN 2653-78
(6 20°C va 60°C) - mui, vi la
la
3 | Do duc (*) NTU =2 <0,3 TCVN 6184:2008
ISO 7027:1999.
4 | pH(*) - 6,0 — 8,5 6,56 TCVN 6492:
2011
5 | Chi s6 Pecmanganat | mgOxy/I <2 0,80 TCVN 6186-96
)
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
NO;" tinh theo N(*) (LOD =0,001)
7 | Ham luong Nitrat mg/l <2 8,58 TCVN 6180-96
NO;™ tinh theo N(*)
8 | Ham lugng Clorua mg/l <300 33,96 TCVN 6194-96
™ hoac <
250
9 | Ham lugng Mangan mg/l <0,1 KPH TCVN 6002-95
*) (LOD=0,01)
10 | Ham luong St mg/l <0,3 KPH TCVN 6177-96
téng s6 (*) (LOD=0,01)
11 | Ham lugng Sunphat mg/l <250 1,61 TCVN 6200-96
(SO.)
12 | D6 cting toan phan mgCaCOs/l | <300 80,00 TCVN 6224-96
)
13 | Ham lugng Asen mg/I <0,01 KPH TS-KT-QP-28:2021
tong sO(**) (LOD=0,0003)
14 | Ham lugng Clo du mg/l 0,2-1 L ]S TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH (LOD=1) | TCVN 6187-
1:2019
16 | E. Coli (*) hodc CFU/100ml <l KPH (LOD=1) | TCVN 6187-
Coliform chiu nhiét 1:2019

Ghi chii : (*) : Chi tiéu dat tiéu ch‘ucff? ISO/IEC 17025:2017
(**) : Chi tiéu nha thau phy phdn tich
- KPH: Khéng phat hién

Luu ¥: Néu ¢6 lun mdu: Hét thoi gian lew mdu, nguoi givi mau khong dén nhan lai thi
Trung tdm Kiém sodt bénh (Gt tinh dwgc quyén thanh ly mau theo quy dinh.
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SO Y TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Djc lap - Ty do - Hanh phiic
S8: 355/KNN/2022 Quding Ngdi, ngay 13 thing 7 nim 2022
PHIEU KET QUA KIEM NGHIEM\\\\\"\Q';/%— "
RN
(TESTING FORM) . ST
(CHI CO GIA TR] DO VOI MAU THU A MA HOA BEN Dui@"g_%ﬁ ol
2w ADBC
Trung tam K. Bénh Tt tinh Q Nedi, BC: 64 Duong Bi Thi Xucin MASOMA e

TpQuang Negdi Tinh Qudng Ngd, DT:(0255)3 829213/Fax: 3827085 ﬂl{ G H 0 E 3 ﬂ 3 , G l > [ > —l

1. | Tén miu: Nuée may | Nhén hiéu mau: Khéng c6
(Name of sample) (Trade, mark of sample)

2. | Tinh trang mau: Dung trong chai nhya cé nit van kin.
( Condition of sample) :

3. | Co quan lay/giri mau: TTKSBT - Don vj sin pham/mAu: Khodng 3.0 Iit
(Sample taking institution) (Unit of product/sample)

4. | Co sé san xuat: B& chira Binh Son. ‘ '
(Manufacturer)

5. | Chii co'sé: Cong ty CP CTN & XD Quing Ngiij DT/Fax: Khéng c6
(Manager of manufacture ) (Telephone number)

6. | Ngay nhin mau:05/7/22 Ngay phén tich: 05-08 /7/22 Ngay tra két qua: 13/7/22
(Date of sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa-vi sinh.
(Zesting mandate)

8. | Thoi gian Iru mAu: Khéng lwu mau,

(Sample detaining duration Jrom to)

KET LUAN
(Conclusion)
Cac thong s6 kiém tra dat yéu ciu theo Quy chuin ky thujt
Quée gia QCVN 01-1: 2018/BYT

10. GIAM®AGT pOC PHO TRUONG KHOA XN- CDHA-TDCN
Piericiv poc (Vice-head of laboratory)

TRUNG TiM

p(fé"‘ SO;: y ) /(j(/L/

\;'_':'Lé/
_ P v, Jﬂf{f“ iy 2 .
R Ghi G bam Ks. TRAN THI KIM TAI

Luu y: Néu ¢6 ey nnﬁf.' Hét thoi gian lww mdu, nguoi giti mdu khong dén nhgn lai thi
Trung tam Kiém sodt bénh tgt tinh depe quyén thanh Iy mau theo quy dinh.
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Ve ,f; N KET QUA KIEM NGHIEM
[ KiEM so M\ (Testing result)
( .’mn\,un‘.m:T [én thong so Don vi. tinh | Quy Két qua Phuong phap
\¢ S (Parameters) (Unit) dinh (Result) thir
(ALQ) (Testing method)
1 | Mau sic (d6 Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khéng | Khong mui, vi | TCVN 2653-78
(6 20°C va 60°C) - mui, vi la
la
3 | D§ duc (*) NTU <2 <0,3 TCVN 6184:2008
ISO 7027:1999.
4 | pH (*) - 6,0 — 8,5 6,80 TCVN 6492:
2011
5 | Chi s6 Pecmanganat | mgOxy/l <2 0,80 TCVN 6186-96
*)
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
NO, tinh theo N(*) (LOD =0,001)
7 | Ham lugng Nitrat mg/l =7 1,99 TCVN 6180-96
NO;™ tinh theo N(*)
8 | Ham lugng Clorua mg/l <300 2333 TCVN 6194-96
(*) hodc <
250
9 | Ham luong Mangan mg/Il <0,1 KPH TCVN 6002-95
*) (LOD=0,01)
10 | Ham luong St mg/l <0,3 KPH TCVN 6177-96
téng sb (*) (LOD=0,01) '
11 Hamzluqng Sunphat mg/l <250 1,50 TCVN 6200-96
(8047)
12 | P8 cing toan phan | mgCaCOs/l | <300 80,00 TCVN 6224-96
*)
13 | Ham lugng Asen mg/l <0,01 KPH TS-KT-QP-28:2021
tdng sd(**) (LOD=0,0003)
14 | Ham lugng Clo du mg/l 02-11| 05 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH (LOD=1) | TCVN 6187-
1:2019
16 | E. Coli (*) hodc CFU/100ml <] KPH (LOD=1) | TCVN 6187-
Coliform chiu nhiét : 1:2019

Ghi chit : (*) : Chi tiéu dat tiéu chudn ISO/IEC 17025:2017
(**) : Chi tiéu nha théu phy phan tich
KPH: Khéng phat hién

Lau §: Néu ¢d lwu mdu: Hét thoi gian heu nan, nguai g mdu khéng dén nhan lgi thi
Trung tam Kiém sodt bénh tGt tinh dwoc quyén thanh Iy mau theo quy dinh.
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SO Y TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Dc Idp - Ty do - Hanh phiic
Sé: 356/KINN/2022 ) Qudng Ngdi, ngay 12 thing 7 ndm 2022
PHIEU KET QUA KIEM N GHIEM \\\\Q\_':/’/f// ' '
. (TESTING FORM) . ‘Eﬁ‘f” N
(CHICO GIA TR} POT VO MAU THU DA MA HOA BEN DUGHIRIG=MFZ: NS

o=ty AUSC

T LN . VLAT 1.050
Trung tam K. Bénh Tét tinh Q Ngdi, DC: 64 Dueomg Biri Thi Xudn MASO MAGonEe 17925 2017
TpQudang Ngdi Tinh Quang Ngai, DT:(0255)3 829213/Fax: 3827085
La-vsN_[o T3 15 J6 | 2 | 2 |

1. | Tén mau: Nwée may | Nhan hi¢u mau: Khéng c6
(Name of sample) (Trade, mark of sample)

2. | Tinh trang mau: Dyng trong chai nhya c6 mit vin kin.
( Condition of sample)

3. | Co quan lay/glti mau; TTKSBT Don vj sdn pham/maiu: Khoang 3.0 lit
(Sample taking institution) (Unit of product/sample)

4. | Co sé san xuit: Ngan hang chinh sich x3 hdi, thi trin Chau o, huyén Binh Son.
(Manufacturer)

5. | Chii co s¢: Cong ty CP CTN & XD Quing Ngai DT/Fax: Khéng c6
(Manager of manufacture ) (Telephone number)

0. | Ngdy nhin mau: 05/722  Ngay phan tich: 05-08 /723 Ngiy tra két qua: 13/7/22
(Date of sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa-vi sinh.
(Testing mandate) '

8. | Thoi gian hru mau: Khéng lwu mau,
(Sample detaining duration Jrom to)
KET LUAN
(Conclusion)
Cic théng s6 kiém tra dat yéu cau theo Quy chuin ky thuit
Quéc gia QCVN 01-1: 2018/BYT

10, GIAMBBEV DOC | PHO TRUONG KHOA XN CPHA-TDCN
~(MREFHIAM DOC (Vice-head of laboratory)

V TRUNG Tim %
{ KIE 50Af ’
> r‘"'v ."t;i

ﬁ/fm/,

P e

Rii Ghi 66 Biam Ks. TRAN THJ KIM TAI

LEIWE T

Luu y: Néu ¢6 luu Jmf‘r.': Hét thoi gian e maw, nguoi gui mdu khong dén nhgn lai thi
Trung tam Kiém sodt bénh 14t tinh dwge quyén thanh ly mdu theo quy dinh,
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P NN KET QUA KIEM NGHIEM
1 .(T,'F'L:G “Mxé% (Testing result)
I 'IE'FHJTM)l"én théng s6 Don vi tinh | Quy Két qua Phwong phap
\ M fd/l\p“ Parameters) (Unit) dinh (Result) thir
) (ALQ) (Testing method)
1" [ Mau sic (d6 Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khong | Khong mui, vi | TCVN 2653-78
(620°C va 60°C) : mui, vi la
la
3 | D6 duc (*) NTU <2 <0,3 TCVN 6184:2008
ISO 7027:1999.
4 | pH (*) - 6,0 - 8,5 6,70 TCVN 6492:
2011
5 | Chi s6 Pecmanganat | mgOxy/l <2 0,80 TCVN 6186-96
(*)
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
NO;" tinh theo N(*) (LOD =0,001)
7 | Ham lugng Nitrat mg/l =2 2,00 TCVN 6180-96
NOj tinh theo N(*)
8 | Ham lugng Clorua mg/I <300 23,68 TCVN 6194-96
(*) hodc <
250
9 | Ham lugng Mangan mg/l <0,1 KPH TCVN 6002-95
™) (LOD=0,01)
10 | Ham lugng Sat mg/! <0,3 KPH TCVN 6177-96
téng s6 (*) (LOD=0,01)
11 | Ham lugng Sunphat mg/l <250 1,67 TCVN 6200-96
(804"
12 | P9 cling toan phan | mgCaCO4/l | <300 82,00 TCVN 6224-96
*)
13 | Ham lugng Asen mg/l <0,01 KPH TS-KT-QP-28:2021
tong sO(**) (LOD=0,0003)
14 | Ham lugng Clo du mg/l 0,2-1 0,4 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH (LOD=1) | TCVN 6187-
: 1:2019
16 | E. Coli (*) hodc CFU/100ml <l KPH (LOD=1) | TCVN 6187-
Coliform chiu nhiét 1:2019

Ghi chit : ( *) : Chi tiéu dat tiéu chudn ISO/IEC 17025:2017
(**) ¢ Chi tiéu nha thau phu phan tich
KPH: Khong phat hi¢n
Luwu ¥: Néu ¢ heu ma‘Ty: Hét thoi gian heu man, nguoi gui mau khong dén nhan lai thi
Trung tdm Kiém sodt bénh tdt tinh duge quyén thanh ly mdu theo quy dinh.




BM: 2-7.1.1-4

Page 1 of 2
SO Y TE QUANG NGAI CONG HOA XA HOI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Déc Iip - Ty do - Hanh phiic
S6: 357/KNN/2022 Qudng Ngdi, ngay 12 thang 7 nim 2022

PHIEU KET QUA KIEM NGHIEM S,
(TESTING FORM) X e =
(CHI CO GIA TRI BOI VOI MAU THU BA MA HOA BEN DUUM AOSC

X N N VLAT 1,050
Trung tam K.8 Bénh Tét tinh Q Ngdi, DC: 64 Duong Bii Thj Xudn A4 Sé MABRNEC 170252017
TpQudng Ngdi Tinh Qudng Ngdi, DT:(0255)3 829213/Fax: 3827085 LH—VSN H 0 I 3 ﬂ 3 ' 7 ! 3 ' 2W
1. | Tén miu: Nwéc mdy | - Nhén hi¢u mau: Khéng cé
(Name of sample) (Trade, mark of sample)

2. | Tinh trang mau: Dyng trong chai nhya 6 mit viin kin,

( Condition of sample)
3. | Co quan lay/gtti mau: TTKSBT Don vj san pham/mau: Khodng 3.0 lit

(Sample taking institution) (Unit of product/sample)
4. | Cososinxuat:  KDC tb 3, thj trin Chan O, huyén Binh Son.

(Manufacturer) _
5. | Chu co sé: Cong ty CP CTN & XD Quing Ngii DT/Fax: Khéng c6

(Manager of manufacture ) (Telephone number)
6. | Ngay nhan miu:05/7/22 Ngay phén tich: 05-08 /7/22 Ngay tra két qua: 13/7/22

(Date of sample) (Work day) (Date of resuly)
7. | Yéu cau kiém nghi¢m: Ly héa-vi sinh, .

(Testing mandate) :
8. | Thoi gian Iwvu miu: Khéng lwu miu,

(Sample detaining duration Jirom to)

KET LUAN
(Conclusion)
Cic thong s6 kiém tra dat yéu ciu theo Quy chuin k§ thuit
Qudc gia QCVN 01-1: 2018/BYT

10. ~ GIAM®GG1 DOC PHO TRUGNG KHOA XN- CDHA-TDCN
(DirextayAM HOC (Vice-head of laboratory)

TRUNG TiM
KIEW SOA
BENH TAT

TR QUANG h3 4!

W

Boi Ghi B Gam Ks. TRAN TH] KIM TAT

Luwu y: Néu 6 .'n(.:f'_n.' Hét thoi gian lwew mdu, ngiroi gk mau khong dén nhan lai thi
Trung tam Kiém sodt benh Ldt tinh deoe quyén thanh ¥ mau theo quy dinh.



BM: 2-7.1.1-4

Page 2 of 2
KET QUA KIEM NGHIEM
s R (Testing result)
TA7 Fq}h thong 50 Pon vi tinh Quy Két qua Phuong phap
o ‘y'arameters) (Unit) dinh (Result) tho
R W2 (ALQ) (Testing method)
1 | Mau sic (d6 Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khéong | Khong mui, vi | TCVN 2653-78
(& 20°C va 60°C) s mui, vi la
la
3 | Do duc (¥) NTU =2 <0,3 TCVN 6184:2008
ISO 7027:1999
4 | pH (*) - 6,0 - 8,5 6,43 TCVN 6492:
2011
5 | Chi sb Pecmanganat | mgOxy/l <2 0,64 TCVN 6186-96
™)
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
NQO," tinh theo N(*) (LOD=0,001)
7 | Ham lugng Nitrat mg/l <2 1,99 TCVN 6180-96
NO;~ tinh theo N(*)
8 | Ham lugng Clorua mg/l <300 23,68 TCVN 6194-96
(% hoiic <
250
9 | Ham lugng Mangan mg/l <0,1 KPH TCVN 6002-95
(*) (LOD=0,01)
10 | Ham lugng Sat mg/l <0,3 KPH TCVN 6177-96
tdng s (M) (LOD=0,01)
11 | Ham luwong Sunphat mg/] <200 1,40 TCVN 6200-96
(SO4™)
12 | Do cung toan phan | mgCaCOs/l | =300 80,00 TCVN 6224-96
*)
13 | Ham lugng Asen mg/] <0,01 KPH | TS-KT-QP-28:2021
tdng s6(**) (LOD=0,0003)
14 | Ham lugng Clo du mg/l 0,2-1 0,4 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH (LOD=1) | TCVN 6187-
1:2019
16 | E. Coli (*) hodc CFU/100ml <1 KPH (LOD=1) | TCVN 6187-
Coliform chiu nhiét 1:2019

Ghi chii : (*) : Chi tiéu dat ticu chudn ISO/IEC 17025:201 7
(**) : Chi tiéu nha thau phu phdn tich
- KPH: Khong phat hién

Luu y: Néu c6 heu mdu: Hét thoi gian huu mau, ngir
Trung tam Kiém sodt bénh tdt tinh duge quyé

2

oi giri mdu khong dén nhgn lai thi
i thanh Iy mdu theo quy dinh.




BM: 2-7.1.1-4

Page 1 of 2
SO Y TE QUANG NGAI CONG HOA XA HOI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Pjc lip - Ty do - Hanh phiic
S6: 370/KNN/2022 Qudng Ngdi, ngay 12 thing 7 nam 2022

PHIEU KET QUA KIEM NGHIEM "7y,

. ~ \._/ -,
(TESTING FORM) . S
(CHICO GIA TRI POI VOI MAU THU BA MA HOA BEN DUGHHIGIE=MRA

oy AOSC

\

IR

Trung tam K.S Bénh Tdt tinh Q Ngdi, DC: 64 Duong Bii Thi Xuén M@\MJ %0 I‘I‘QE:A1T7B§55~ZO1 "
TpQudng Ngdi Tinh Quing Ngdi, PT:(0255)3 829213/Fax: 3827085 “l{- TN N 0 H 3 l 7 H 0 H > | 3 E
1. | Tén mAu: Nwée may | Nhan hi¢u mau: Khéng cé
(Name of sample) (Trade, mark of sample)
2. | Tinh trang mau: Pyng trong chai nhya ¢6 nat vin kin.
( Condition of sample)
3. | Co quan ldy/giti miu: TTKSBT Don vi san pham/mAu: Khodng 3.0 lit
(Sample taking institution) (Unit of product/sample)
4. | Co s6 san xuat: Tran Thanh Vin, thj tran M§ Dirc.
(Manufacturer)
5. | Chii co s¢: Cong ty CP CTN & XD Quing Ngii DT/Fax: Khong c6
(Manager of manufacture ) (Telephone number)
6. | Ngay nhin mau:05/7/22 Ngay phén tich: 05-08 /7/22 Ngay tra két qua: 13/7/22
(Date of sample) (Work day) (Date of result)
7. | Yéu cau kiém nghiém: Ly héa-vi sinh,
(Testing mandate)

8. | Thoi gian lvu mau: Khéng Iru méu.
(Sample detaining duration from to)
KET LUAN
(Conclusion)
Cic thong s6 kiém tra dat yéu cau theo Quy chuén ky thuét
Quée gia QCVN 01-1: 2018/BYT

10. GIKM: Bﬂkp{ Dé’(; PHO TRUGNG KHOA XN- CDHA-TDCN
(PisestonAM POC (Vice-head of laboratory)

UM

Boi Chi G Giam Ks. TRAN THI KIM TAI

Luu y: Néu 6 leu mr?_u: Hét thoi gian heu méu, nguoi giri mdu khong dén nhdn lai thi
Trung tam Kiém sodt bénh tgt tinh dige quyén thanh Iy mdu theo quy dinh,




BM: 2-7.1.1-4

Page 2 of 2
P T = 1 = -
) KET QUA KIEM NGHIEM
ﬁ e (Testing result)
-\ P AT }"éfln thong so Pon vitinh | Quy Két qua Phuong phap
\ O\If\“ b ﬁfj;;_\(]?'arameters) (Unit) dinh (Result) thi
Nt~ (ALQ) (Testing method)
1 | Mau sic (dd Coban) TCU <15 0,00 TCVN 6185:1996
: ISO 7887:1985(E)
2 | Mui, vi Khong | Khong mui, vi | TCVN 2653-78
(& 20°C va 60°C) . mui, vi la
la
3 | Do duc (*) NTU <2 <0,3 TCVN 6184:2008
1SO 7027:1999.
4 |pH ™) - 6,0-28,5 6,72 TCVN 6492:
2011
5 | Chi s6 Pecmanganat | mgOxy/l <2 0,64 TCVN 6186-96
™)
6 | Ham luwong Nitrit mg/l <0,05 KPH TCVN 6178-96
NQO," tinh theo N(*) (LOD=0,001)
7 | Ham luong Nitrat mg/1 <2 0,31 TCVN 6180-96
NOj™ tinh theo N(*)
8 | Ham lugng Clorua mg/l <300 9133 TCVN 6194-96
*) hodc <
250
9 | Ham lugng Mangan mg/1 <0,1 KPH TCVN 6002-95
*) (LOD=0,01)
10 | Ham luong Sét mg/l <0,3 KPH TCVN 6177-96
tdng s () (LOD=0,01)
11 | Ham lugng Sunphat mg/l <250 6,87 TCVN 6200-96
(SO:5)
12 | D6 cling toan phan | mgCaCOy/1 | <300 206,00 TCVN 6224-96
)
13 | Ham lugng Asen mg/1 <0,01 ~ KPH TS-KT-QP-28:2021
tdng s6(**) (LOD=0,0003)
14 | Ham luong Clo du mg/l 0,2-1 0,3 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH (LOD=1) | TCVN 6187-
: 1:2019
16 | E. Coli (*) hoac CFU/ <1 KPH (LOD=1) | TCVN 6187-
Coliform chiu nhiét 100ml 1:2019

Ghi chii : (*) : Chi tiéu dat tiéu ch‘ué’n ISO/IEC 17025:2017
(**) : Chi tiéu nha thau phu phan tich
- KPH: Khéng phat hi¢n

r ~

Luu y: Néu ¢é lew man: Hét thoi gian lwn mau, nguoi gtei mau khor

Trung tam Kiém sodt bénh tgt tinh dwgc quyén thanh Iy mai

12 dén nhan lai thi
¢ theo quy djnh.




SO Y TE QUANG NGAI

TRUNG TAM K.S BENH TAT

Trung tdm K.S Bénh Tt tinkh O Ngdi, BC: 64 Dwong Biii Thi Xudn
TpQudng Ngdi Tinh Qudng Ngdi, DT(0255)3 829213/Fax: 3827085

S8: 369/KNN/2022

PHIEU KET QUA KIEM NGHIEM:\\-”, 4
(TESTING FORM) N Y A
(CHI CO GIA TRT BOI VI MAU THU DA MA HOA BEN DU DXy AOSC

BM: 2-7.1.1-4
Page 1 of 2

CONG HOA XA HQI CHU NGHIA VIET NAM

Djc ldp - Ty do - Hanh phiic

Quang Ngdi, ngdy 112\|;|{1,fing 7 ndm 2022
\ I,/

et

SMRA " '™

,,/“/"\ N VLAT 1.050

M,J!S\'O MEYFEC 17025:2017
Lavsy Jof3J6 Jo T2717]

Nhan hi¢u miu: Khéng ¢6

(DREQFTAM PO

KIEM SQAT
BEN! :@?

" Rs; Tl G Gam

]

L. | Tén mau: Nwée may
(Name of sample) (Trade, mark of sample)
2. | Tinh trang miu: Pung trong chai nhya c6 nit vin kin.
( Condition of sample)
3. | Co quan lay/giri mau: TTKSBT Bon v san pham/mAu: Khoang 3.0 lit
(Sample taking institution) (Unit of product/sample)
4. | Co sd san xuat: Lé Thira, thj tran M¢ Priie. '
(Manufacturer)
5. | Chii co s¢: Cong ty CP CTN & XD Quing Ngii DT/Fax: Khong cé
(Manager of manufacture ) (Telephone number)
6. | Ngay nhin mau:05/7/22  Ngay phan tich: 05-08 /7/22 Ngay tra két qua: 13/7/22
(Date of sample) (Work day) (Date of result)
7. | Yéu cu kiém nghiém: Ly héa-vi sinh.
(Testing mandate) '
8. | Thoi gian Ivu mau: Khong lwu mau.
(Sample detaining duration Jfirom to)
KET LUAN
(Conclusion)
Cic thong sb kiém tra dat yéu cau theo Quy chuin ky thuat
Quée gia QCVN 01-1: 2018/BYT
10. GIAMBOG\M DOC | PHO TRUGNG KHOA XN- CDHA-TDCN

(Vice-head of laboratory)

—ﬂ/@w/// :

Ks. TRAN THI KIM TAI

- r ’ hp 1 )
- Luwu y: Néu ¢é heu mau: Hét thoi

gian lvu mau, nguoi givi mdy khong dén nhgn lai thi

Trung tdm Kiém sodt bénh 16t tinh diwge quyén thanh Iy méu theo quy dinh.




BM: 2-7.1.1-4

Page 2 of 2
KET QUA KIEM NGHIEM
(Testing result)
bil /] n thong so Pon vi tinh |  Quy Két qua Phuwong phap
s & fParameters) (Unit) dinh (Result) thir
2L (ALQ) (Testing method)
I | Mau sic (d6 Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khéng | Khong mui, vi | TCVN 2653-78
(& 20°C va 60°C) ; mui, vi la
la
3 | Do duc (*) NTU <2 <0,3 TCVN 6184:2008
ISO 7027:1999.
4 |pH(*) - 6,0 — 8,5 6,74 TCVN 6492:
2011
5 | Chi sb Pecmanganat | mgOxy/l <2 0,64 TCVN 6186-96
*)
6 | Ham lugng Nitrit mg/] <0,05 KPH TCVN 6178-96
NO;," tinh theo N(*) (LOD=0,001)
7 | Ham lugng Nitrat mg/l <2 0,36 TCVN 6180-96
NO;™ tinh theo N(*)
8 | Ham lugng Clorua mg/l <300 92,04 TCVN 6194-96
(¥ ho#ic <
250
9 | Ham lugng Mangan mg/l <0,1 KPH TCVN 6002-95
™ (LOD=0,01)
10 | Ham luong St mg/l <0,3 KPH TCVN 6177-96
tdng s6 () (LOD=0,01)
11 | Ham lugng Sunphat mg/l <250 7,11 TCVN 6200-96
(SO.H)
12 | B§ clng toan phan | mgCaCOy/l | <300 211,00 TCVN 6224-96
)
13 | Ham lugng Asen mg/1 <0,01 KPH TS-KT-QP-28:2021
tdng sO(**) (LOD=0,0003)
14 | Ham lugng Clo du mg/l 0,2-1 0,3 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH (LOD=1) | TCVN 6187-
: 1:2019
16 | E. Coli (*) hodc CFU/100ml <1 KPH (LOD=1) | TCVN 6187-
Coliform chiu nhiét 1:2019

Ghi chii : (*) : Chi tiéu dat tiéu chudn ISO/IEC 17025:2017
(¥*) ¢ Chi tiéu nha thau phu phan tich
- KPH: Khéng phdt hi¢n

Luu y:

Néu ¢6 lwu mdu: Hét thoi gian lwu mat, nguoi giti méu khong dén nhén lai thi
Trung tdm Kiém sodt bénh 1t tinh dugc quyén thanh Iy mdu theo quy dinh.




SO Y TE QUANG NGAT

TRUNG TAM K.S BENH TAT

Trung tam K.S Bénh T4t tinh Q Negdi, DC: 64 Puong Bii Thi Xudn
TpQuang Ngdi Tinh Quang Ngdi, DT:(0255)3 829213/Fax: 3827085

S8: 368/KNN/2022

BM: 2-7.1.1-4
Page 1 of 2

CONG HOA XA HQI CHU NGHIA VIET NAM

Djc 1dp - Ty do - Hanh phic

Quang Ngai, ngay 12 thdng 7 nim 2022

PHIEU KET QUA KIEM NGHIEM v,
(TESTING FORM) o NI
(CHI CO GIA TRI POI VOI MAU THU BA MA HOA BEN DUGH6 =, RA

LN Wi \OSC
“MA SOMAUVLAT 1,050

ISONEC 17025:2017

La-vsN_Jo I3 T6 |8 2] 2]

Tén mau: Nwée may

Nhan hi¢u méu: Khéng cé

(Sample taking institution)

(Name of sample) (Trade, mark of sample)
2. | Tinh trang mau: Dyng trong chai nhya c6 nut vin kin,
( Condition of sample)
3. | Co quan ldy/giti m3u: TTKSBT Don vj sin phdm/mAu: Khoang 3.0 lit

(Unit of product/sample)

9 2 A A - A r
4, | Co sd san xuat: Bé chiya M3j Pire.
(Manufacturer)

5. | Chii co s¢: Cong ty CP CTN & XD Quing Ngai DT/Fax: Khéng cé

(Manager of manufacture ) (Telephone number)

6. | Ngay nhin mau:05/7/22 Ngay phan tich: 05-08 /7/22 Ngay tra két qua: 13/7/22
(Date of sample) (Work day) (Date of result)

7. | Yéu cdu kiém nghiém: Ly héa-vi sinh.
(Testing mandate)

8. | Thoi gian luu mau: Khéng lvu mau.
(Sample detaining duration Jirom to)

KET LUAN
(Conclusion)
Cac thong s6 kiém tra dat yéu ciu theo Quy chuén ky thuit

Qudc gia QCVN 01-1: 2018/BYT

10, GIRM®SF DOT PHO TRUGNG KHOA XN- CDHA-TDCN
@xrerGIAM DOC (Vice-head of laboratory)

T \
% :
A TRUNG TAM
KIEM SOAT

W e

>\ BENHTa;
\ TINH GUANS §32i

A8
\\_._.:9' . x
Bai i i Gam Ks. TRAN THI KIM TAT

Luwu y: Néu c6 e m(f'u: Heét thoi gian leu md, nguoi givi mdu khéng dén nhan lai thi
Trung tam Kiém sodt bénh 1t tinh duwge quyén thanh Iy méu theo quy dinh.




BM: 2-7.1.1-4

Page 2 of 2
% e KET QUA KIEM NGHIEM
‘// 'R:HN(’.;I,{_:T :\ i (Testing result) .
.\, 'Iﬁf:‘ ‘:"T:T‘ én thong so Pon vi tinh |  Quy Ket qua Phwong phap
\l o o v/’/‘\{gP rameters) (Unit) dinh (Result) thir
N (ALQ) (Testing method)
1 [ Mau séc (¢6 Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khong | Khéng mui, vi TCVN 2653-78
(& 20°C va 60°C) - mui, vi la
la
3 | Do duc (*) NTU <2 <0,3 TCVN 6184:2008
ISO 7027:1999.
4 | pH(*) - 6,0 -28,5 6,46 TCVN 6492
2011
5 | Chi sb Pecmanganat | mgOxy/l <2 0,80 TCVN 6186-96
(*) |
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
NO;" tinh theo N(*) (LOD=0,001)
7 | Ham lugng Nitrat mg/] <2 0,43 TCVN 6180-96
NOs" tinh theo N(*)
8 | Ham lugng Clorua mg/l <300 92,04 TCVN 6194-96
) hoiic <
250
9 | Ham luong Mangan mg/l <0,1 KPH TCVN 6002-95
™ (LOD=0,01)
10 | Ham lugng Sat mg/l <0,3 KPH TCVN 6177-96
tdng s6 () (LOD=0,01)
11 | Ham luong Sunphat mg/l <250 7,30 TCVN 6200-96
(S0
12 | P6 cung toan phén mgCaCO,/l | <300 210,00 TCVN 6224-96
™)
13 | Ham lugng Asen mg/1 <0,01 KPH TS-KT-QP-28:2021
tdng s6(**) (LOD=0,0003)
14 | Ham lugng Clo du mg/l 0,2-1 0,3 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH (LOD=1) | TCVN 6187-
1:2019
16 | E. Coli (*) hodc CFU/100ml <] KPH (LOD=1) | TCVN 6187-
Coliform chiu nhiét 1:2019

Ghi chii : (%) . Chi tiéu dat tiéu chudn ISO/IEC 17025:2017
(**) : Chi tiéu nha thau phu phdn tich
- KPH: Khéng phat hi¢n
Luu y: Néu c6 heu mcfy: Hét thoi gian heu ma, nguwoi gii mau khong dén nhan lai thi
Trung tam Kiém sodt bénh 1t tinh dwgc quyén thanh ly mdu theo quy dinh.




BM: 2-7.1.14

Page 1 of 2
SO Y TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM K.S BENH TAT Dic Iap - Tw do - Hanh phiic
S6: 359/KNN/2022 _ ) Quang Ngdi, ngay 12 thang 7 ndm 2022
PHIEU KET QUA KIEM NGHIEM v,
(TESTING FORM) A=
(CHICO GIA TR BOI VOI MAU THU DA MA HOA BEN DUGI) g@mé
e
e S
Trung tam K.S Bénh Tt tinh Q Ngdi, C: 64 Budng Bii Thi Xudn MA @D\.MS{\T ({? " I\I;IE‘AI 1.050
Xt < 7"?'):‘.'13 7

TpQudng Ngdi Tinh Quang Ngdi, DT(0255)3 82921 3/Fax: 3827085

LH-VSN o [3 15 [9 2712

I. | Tén mau: Nwée may Nhén hiéu mau: Khéng cé
(Name of sample) (Trade, mark of sample)

2. | Tinh trang mau: DPyng trong chai nhwa cé miit viin kin,
( Condition of sample)

3. | Co quan liy/giri mau: TTKSBT Don vi san pham/mAu: Khoang 3.0 lit
(Sample taking institution) (Unit of product/sample)

4. | Cosésan xuat: KCN Tinh Phong Quiing Ngai.
(Manufacturer)

5. | Chii co s¢: Cong ty CP CTN & XD Quiang Ngii DT/Fax: Khéng cé
(Manager of manufacture ) ‘ (Telephone number)

6. | Ngdy nhin mau:05/7/22 Ngay phan tich: 05-08 /7/22 Ngay tra két qua: 13/7/22
(Date of sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa-vi sinh,
(Testing mandate)

8. | Thoi gian luvu mau: Khéng luu mau,

(Sample detaining duration from 10)
KET LUAN
(Conclusion)
Cic théng s6 kiém tra dat yéu cau theo Quy chuén ky thuft
Quée gia QCVN 01-1: 2018/BYT

10. GIKM ®AG DOC PHO TRUONG KHOA XN- CDHA-TDCN

P¥rerionim poC (Vice-head of laboratory)

)

1/ -_7/&" L/:
:‘.\ /
- \-\0\? PN =7
L 2p: i odm Ks. TRAN THI KIM TAI

Lawu y: Néu ¢6 heu mc?_u: Hét thoi gian heu mau, nguoi giri méu khéng dén nhgn lai thi
Trung tam Kiém sodt bénh 13t tinh duwoc quyén thanh Iy méu theo quy dinh,



BM: 2-7.1.1-4

Page 2 of 2
/ -1\\\ KET QUA KIEM NGHIEM
,I:U"G ;‘}“_ \f, L (Testing result)
T ré?)l'?n thong so Pon vi tinh | Quy Keét qua Phwong phap
3 \ﬁu'-”'"'yfarameters) (Unit) dinh (Result) thir
e & (ALQ) (Testing method)
T | Mau sic (d6 Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khong | Khong mui, vi | TCVN 2653-78
(& 20°C va 60°C) - mui, vi la
la
3 | Do duc (*) NTU <2 <0,3 TCVN 6184:2008
ISO 7027:1999.
4 | pH(*) - 6,0 — 8,5 6,61 TCVN 6492:
2011
5 | Chi s6 Pecmanganat | mgOxy/l <2 0,64 TCVN 6186-96
™)
6 | Ham lugng Nitrit mg/1 <0,05 KPH TCVN 6178-96
NO, tinh theo N(*) (LOD =0,001)
7 | Ham lugng Nitrat mg/l =2 0,43 TCVN 6180-96
NOj™ tinh theo N(*)
8 | Ham lugng Clorua mg/l <300 9,50 TCVN 6194-96
*) hodc <
250
9 | Ham lugng Mangan mg/1 <0,1 KPH TCVN 6002-95
™) (LOD=0,01)
10 | Ham luong Sat mg/1 <0,3 KPH TCVN 6177-96
tdng sb () (LOD=0,01)
11 | Ham lugng Sunphat mg/l <250 0,00 TCVN 6200-96
(S04™)
12 | DO cirng toan phén mgCaCOs/l <300 25,00 TCVN 6224-96
*)
13 | Ham lugng Asen mg/1 <0,01 KPH TS-KT-QP-28:2021
tdng s6(**) (LOD=0,0003)
14 | Ham lugng Clo du mg/| 02-1 | 04 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH (LOD=1) | TCVN 6187-
1:2019
16 | E. Coli (*) hodc CFU/100ml <1 KPH (LOD=1) | TCVN 6187-
Coliform chiu nhiét . 1:2019

Ghi chit : (*) : Chi tiéu dat tiéu c}{ucfn ISO/IEC 17025:2017
(*¥) : Chi tiéu nha thau phu phdn tich
KPH: Khéng phdat hién

Luu ¥: Néu ¢6 heu mdu: Hét thoi gian lwu ma,
Trung tdm Kiém sodt bénh tdt tinh duoc

nguoi g méu khong dén nhan lai thi
quyén thanh Iy mau theo quy dinh.
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SO Y TE QUANG NGAI CONG HOA XA HQI CHU NGHIA VIET NAM

TRUNG TAM K.S BENH TAT Poc lip - Ty do - Hanh phiic

S8:363/KNN/2022 Quang Ngdi, ngay 12 thing 7 ném 2022

PHIEU KET QUA KIEM NGHIEM \3\@_’_2//

L . (TESTING FORM) 6 BEN DUG i! \—ﬁ
; - BT e

(CHICO GIA TR BOI VGI MAU THU DA MA HOA BEN DU 27%//_1_\\\\? AOSC

T NN L YLATY
Trung tam K.S Bénh Tdt tinh O Ngdi, DC: 64 Duong Bivi Thi Xudn j\//f}fi IS (j MAJEIJ/IEC LLBE? :0201 7

TpQudng Ngdi Tinh Quang Nedi, DT:(0255)3 829213/Fax: 3827085 Lf'f- TSN H 0 H 3 ! 5 ﬂ 3 I 3 [ 2‘}!

1. | Tén miu: Nuée may Nhén hiéu mau: Khéng cé
(Name of sample) (Trade, mark of sample)

2. | Tinh trang mau: Dung trong chai nhwa c6 mit vén kin,
( Condition of sample)

3. | Co quan lay/giri mdu: TTKSBT Don vi san pham/mau: Khodng 3.0 Iit
(Sample taking institution) (Unit of product/sample)

4. | Co s san xuat: Pong hd tdng phia Dong KCN VSIP.
(Manufacturer)

5. | Chii co s¢: Céng ty CP CTN & XD Quing Ngii DT/Fax: Khéng cé
(Manager of manufacture ) (Telephone number)

6. | Ngdy nhin mau:05/7/22 Ngay phan tich: 05-08 /7/22 Ngay trd két qua: 13/7/22
(Date of sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa-vi sinh.
(Testing mandate)

8. | Thoi gian lvu miu: Khéng luvn mau,
(Sample detaining duration Jrom to)

KET LUAN
(Conclusion)
Cic thong sb kiém tra dat yéu chu theo Quy chuin ky thuijt
Qude gia QCVN 01-1: 2018/BYT

10, GIAM-HEHET DOT PHO TRUONG KHOA XN- CDHA-TDCN
(PHOYSAIAM DOC (Vice-head of laboratory)
R

-
T Lrl/(ﬁ’%//

T g
B; Chi Ci Gim Ks. TRAN TH] KIM TAI
RO

Luu y: Néu co leu méu: Hét thoi gian heu mau, nguoi guri mau khong dén nhgn lgi thi
Trung tam Kiém sodt bénh 1dt tinh diege quyén thanh 1y mau theo quy djnh.
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y o S KET QUA KIEM NGHIEM
b SCAT _,:‘:,', (Testing result)
& ";I;OIUI _5':‘;_.!_1 /Té‘n thong so Pon vi tinh | Quy Két qua Phwong phap
k |_“(Parameters) (Unit) dinh (Result) thir
S ’ (ALQ) (Testing method)
1 | Mau sac (d¢ Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E)
2 | Mui, vi Khoéng | Khong mui, vi | TCVN 2653-78
(6 20°C va 60°C) - mui, vi la
la
3 | Do duc (*) NTU 74 <0,3 TCVN 6184:2008
ISO 7027:1999.
4 | pH(*) - 6,0 — 8,5 6,50 TCVN 6492:
2011
5 | Chi s6 Pecmanganat | mgOxy/l <2 0,80 TCVN 6186-96
*)
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
NO;," tinh theo N(*) (LOD =0,001)
7 | Ham lugng Nitrat mg/I A 0,43 TCVN 6180-96
NO3 tinh theo N(*)
8 | Ham lugng Clorua mg/l <300 9,50 TCVN 6194-96
™) hoidc <
250
9 | Ham lugng Mangan mg/1 <0,1 KPH TCVN 6002-95
*) (LOD=0,01)
10 | Ham luong Sat mg/I <0,3 KPH TCVN 6177-96
tdng s (*) (LOD=0,01)
11 | Ham lugng Sunphat mg/l <250 0,00 TCVN 6200-96
(SO.")
12 | Do cung toan phan | mgCaCOy/l | <300 24,00 TCVN 6224-96
*)
13 | Ham lugng Asen mg/I <0,01 KPH TS-KT-QP-28:2021
tdng sH(**) (LOD=0,0003)
14 | Ham lugng Clo du mg/l 0,2-1 0,4 TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH (LOD=1) | TCVN 6187-
1:2019
16 | E. Coli (*) hodc CFU/100ml <1 KPH (LOD=1) | TCVN 6187-
1:2019

Coliform chiu nhiét

Ghi chii : (*) : Chi tiéu dat tiéu chudn ISO/IEC 17025:2017
(**) : Chi tiéu nha thau phu phan tich
KPH: Khéng phat hién
Luwu y: Néu c6 e mc?gt: Hét thoi gian heu mau, nguoi giri mau khdng dén nhan lai thi
Trung tdm Kiém sodt bénh tdt tinh dwge quyén thanh Iy mdu theo quy dinh.




SOY TE QUANG NGAI
TRUNG TAM K.S BENH TAT

S8:358/KNN/2022

BM: 2-7.1.1-4
Page 1 of 2
CONG HOA XA HQI CHU NGHIA VIET NAM
DPic Idp - Ty do - Hanh phic

Qudng Ngdi, ngay 12 théng 7' nim 2022

PHIEU KET QUA KIEM NGHIEM
(TESTINGFORM) 3
(CHI CO GIA TR DOI VI MAU THU DA MA HOA BEN DU‘OI)?

|r|‘L\\\\

AOSC
o irr.  VLAT 1.
Trung tdm K.8 Bénh Tt tinh Q Ngdi, DC: 64 Pucomg Biri Thi Xudn MASOMA Usonee 0255201 ;
TpQudng Ngai Tinh Qudng Negd, DT:(0255)3 829213/Fax: 3827085 -
Lavsy_JoJ3T5 I3 | 2] 2]

1. | Tén miu: Nuéc may
(Name of sample)

Nhén hi¢u mau: Khéng cé
(Trade, mark of sample)

( Condition of sample)

2. | Tinh trang mau: Dung trong chai nhya cé nit vin kin,

3. | Co quan lay/giri mAu: TTKSBT
(Sample taking institution)

Don vi san phdm/mAu: Khoang 3.0 lit
(Unit of product/sample)

(Manufacturer)

4. | Co sé san xudt: Tram xit Iy nwée VSIP Quiing Ngii.

5. | Chti co' s¢: Céng ty CP CTN & XD

Quing Ngii

DT/Fax: Khéng cé

(Manager of manufacture ) (Telephone number)

6. | Ngay nhan mau:05/7/22 Ngay phén tich: 05-08 /7/22 Ngay tra két qua: 13/7/22
(Date of sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa-vi sinh,
(Testing mandate)

8. | Thoi gian lvu mau: Khéng lwu mau.
(Sample detaining duration Jrom to)

KET LUAN
(Conclusion)
Cic thong s6 kidm tra dat yéu ciu theo Quy chuin ky thuit
Quée gia QCVN 01-1: 2018/BYT

TRUNG TA
K'E W SOAT
i,al:znti 1._iT
TINK G4 N

B Ghi Boo bam

10. GIAMAAE poC PHO TRUONG KHOA XN- CDHA-TDCN
Becerim po e (Vice-head of laboratory)

T Uee—
o=t

Ks. TRAN THI KIM TAI

Luu y: Néw ¢6 hew mau: Hét thoi gian luu mav, nguoi giri mdy khong dén nhgn lai thi

Trung tam Kiém sodt bénh tdt tink diepe quyen thanh Iy mdu theo quy dinh.
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TR £ 2 = -
SN KET QUA KIEM NGHIEM
[ - wEwsoiy Vo (Testing result)
k T:;:‘ f141 *é}'_i thong s0 Pon vi tinh |  Quy Két qua Phuong phap
+ Vg (Par (Unit) dinh (Result) thir
N o (ALQ) (Testing method)
1 | Mau séc (4§ Coban) TCU <15 0,00 TCVN 6185:1996
1SO 7887:1985(E)
2 | Mui, vi Khong | Khéng mui, vi TCVN 2653-78
(& 20°C va 60°C) : mui, vi la
la
3 | Pd duc (*) NTU 22 <0,3 TCVN 6184:2008
L 1SO 7027:1999,
4 | pH(*) - 6,0—28,5 6,59 TCVN 6492:
2011
5 | Chi s0 Pecmanganat mgOxy/l <2 0,64 TCVN 6186-96
*)
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
NO, tinh theo N(*) (LOD =0,001)
7 | Ham lugng Nitrat mg/l <2 0,51 TCVN 6180-96
- NO;™ tinh theo N(*)
8 | Ham lugng Clorua mg/l <300 9,50 TCVN 6194-96
*) hodc <
250
9 | Ham lugng Mangan mg/| <0,1 KPH TCVN 6002-95
*) (LOD=0,01)
10 | Ham lugng Sat mg/! <0,3 KPH TCVN 6177-96
tdng s6 (*) (LOD=0,01)
11 | Ham lugng Sunphat mg/l <250 0,00 TCVN 6200-96
(8O,
12 | Bd cliing toan phém mgCaCOy/l | <300 24,00 TCVN 6224-96
) , |
13 | Ham lugng Asen mg/l <0,01 KPH TS-KT-QP-28:2021
tdng s6(**) | (LOD=0,0003)
14 | Ham lugng Clo du mg/l 0,2-1 N TCVN 2673-78
15 | Coliform (*) CFU/100ml <3 KPH (LOD=1) | TCVN 6187-
: 1:2019
16 | E. Coli (*) hodc CFU/100ml <1 KPH (LOD=1) | TCVN 6187-
Coliform chiu nhiét 1:2019
Ghi chii + (*) : Chi tiéu dat tiéu chudn ISO/IEC 17025:2017

Luu §: Néu ¢ lueu méu: Hét thoi gian leu mau, ng
Trung tdm Kiém sodt bénh tdt tinh dugc quyén t

(**) : Chi tiéu nha théu phu phdn tich
. KPH: Khong phat hi¢n

2

woi gii mau khong dén nhdn lai thi
hanh Iy mdu theo quy dinh.
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SO Y TE QUANG NGAT CONG HOA XA HOI CHU NGHiA VIET NAM
TRUNG TAM K.S BENH TAT Dje Iip - Ty do - Hanh phiic

Sé: 364/KNN/2022 ) ) . Qudng Ngdi, ngay 12 thing 7 nim 2022
PHIEU KET QUA KIEM NGHIEM

. (TESTING FORM) o ,
(CHI CO GIA TR] BOI VST MAU THUY DA MA HOA BEN DUGI)

Trung tam K.S Bénh Tdt tinh O Ngdi, DC: 64 Puong Biii Thi Xudn MA SO MAU:
TpQudng Ngdi Tinh Qudng Ngdi, DT:(0255)3 829213/Fax: 3827085
La-vsy_Jo 316 [+ T 2 | 2 |

1. | Tén miu: Nuée may Nhan hi¢u miu: Khéng c6
(Name of sample) (Trade, mark of sample)

2. | Tinh trang mAu: Dyng trong chai nhya cé mit vin Kkin.
( Condition of sample)

3. | Co quan lay/giti mau: TTKSBT Don vj sén phdm/maiu: Khoing 3.0 lit
(Sample taking institution) (Unit of product/sample)

4. | Cosé san xudt: Khu dan cuw xa Nghia An, thanh phé Quéng Ngai,
(Manufacturer)

5. | Chi co sé: Cong ty CP CTN & XD Quing Ngii DT/Fax: Khéng c6
(Manager of manufacture ) _ (Telephone number)

6. | Ngay nhan mau:05/7/22 Ngay phén tich: 05-08 /7/22 Ngay tra két qua: 13/7/22
(Date of sample) (Work day) (Date of result)

7. | Yéu cau kiém nghiém: Ly héa-vi sinh,
(Testing mandate) '

8. | Thoi gian Iru mau: Khéng luu man,
(Sample detaining duration Jrom to)

KET LUAN
(Conclusion)
Cic thong s6 kiém tra dat yéu cau theo Quy chuén k§y thuat
Qudc gia QCVN 01-1: 2018/BYT

10. GIANEDOG Do PHO TRUGNG KHOA XN CPHA-TDCN

G eaim poc (Vice-head of laboratory)

B

Bii Tl G5 Cim Ks. TRAN THI KIM TAI
AL 1 4

Luu y: Néu ¢ hey m(?_u.' Hét thoi gian hew mdu, ngui gi mau khong dén nhdn lai thi
Trung tam Kiém sodt benh 1t tinh diege quyén thanh Iy mdu theo quy dinh,
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/‘ N KET QUA KIEM NGHIEM
*| BENw o 0 (Testing result)
N\ R / Vén thong so Pon vi tinh |  Quy Két qua Phwong phap
‘*%:\;‘__:’ "/ (Parameters) (Unit) dinh (Result) thir
- (ALQ) (Testing method)
1 | Mau sic (d6 Coban) TCU <15 0,00 TCVN 6185:1996
ISO 7887:1985(E
2 | Mui, vi Khéng | Khong mui, vi | TCVN 2653-78
(& 20°C va 60°C) - mui, vi la
la
3 | DO duc (*) NTU <2 <0,3 TCVN 6184:2008
ISO 7027:1999.
4 | pH(*) - 6,0 — 8,5 6,34 TCVN 6492:
2011
5 | Chi s6 Pecmanganat | mgOxy/l <2 0,48 TCVN 6186-96
*)
6 | Ham lugng Nitrit mg/l <0,05 KPH TCVN 6178-96
NO," tinh theo N(*) (LOD =0,001)
7 | Ham lugng Nitrat mg/1 <2 1.7 TCVN 6180-96
NQOj tinh theo N(*)
8 | Ham lugng Clorua mg/l <300 26,16 TCVN 6194-96
*) hodc <
250
9 | Ham luong Mangan mg/l <0,1 KPH TCVN 6002-95
™ (LOD=0,01)
10 | Ham lugng Sat mg/I <0,3 KPH TCVN 6177-96
tdng sb (*) (LOD=0,01)
11 | Ham lugng Sunphat mg/l =250 0,82 TCVN 6200-96
(SO:")
12 | Do cing toan phan | mgCaCOy/l | <300 84,00 TCVN 6224-96
™)
13 | Ham lugng Asen mg/l <0,01 KPH TS-KT-QP-28:2021
tdng s6(**) (LOD=0,0003)
14 | Ham lugng Clo du mg/l 0,2-1 0,3 TCVN 2673-78
15 | Coliform (¥) CFU/100ml <3 KPH (LOD=1) | TCVN 6187-
1:2019 -
16 | E. Coli (*) hodc CFU/100ml <1 KPH (LOD=1) | TCVN 6187-
Coliform chiu nhiét 1:2019

Ghi chir : (*) . Chi tiéu dat tiéu ch‘uc?’n ISO/IEC 17025:2017
(**) : Chi tiéu nha thau phy phan tich
KPH: Khdng phat hién

Luu y: Néu ¢ hew mau: Hét thoi gian leu mau, nguoi gii mdu khéng dén nhén lai thi
Trung tdm Kiém sodt bénh 1t tinh duge quyén thanh ly mau theo quy dinh.




